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 SECTION DIVISION 200 
 
 EARTHWORK 
 
 
SECTION 201 – CLEARING AND GRUBBING/MISCELLANEOUS REMOVALS 
 
201-1  DESCRIPTION 
 
This item shall consist of clearing and grubbing, including the disposal of materials, for 
all areas within the construction limits designated on the plans or as directed by the 
ENGINEER. 
 
Clearing and grubbing shall consist of clearing the ground surface of the designated 
areas of all trees, stumps, downed timber, logs, snags, brush, undergrowth, hedges, 
heavy growth of grass or weeds, fences, structures, debris, rubbish of any nature, 
natural obstructions, or such material which in the opinion of the ENGINEER is 
unsuitable for the foundation of pavements or other required structures.  This shall also 
include the grubbing of stumps, roots, and foundations and the disposal from the project 
of all spoil materials resulting from clearing and grubbing. 
 
201-2 CONSTRUCTION REQUIREMENTS 
 
201-2.1  GENERAL.  The areas denoted on the plans to be cleared and grubbed under 
this item shall be staked on the ground by the ENGINEER.  The clearing and grubbing 
shall be done at a satisfactory distance in advance of the grading operations.  
 
Disposal of all spoil materials removed by the clearing and grubbing shall be done at an 
approved disposal area.   
 
The removal of existing structures and utilities required to permit orderly progress of 
work shall be accomplished by local agencies, unless otherwise shown on the plans.  
Whenever a utility pole, pipeline, conduit, cable, sewer, roadway, or other utility is 
encountered and must be removed or relocated, the CONTRACTOR shall advise the 
ENGINEER who will notify the proper authority or Owner and attempt to secure prompt 
action. 
 
201-2.2  CLEARING AND GRUBBING.  In areas designated to be cleared and 
grubbed, all stumps, roots, buried logs, brush, grass, and other unsatisfactory materials 
shall be removed.  In cases where such depths of embankments are to be made, all 
unsatisfactory materials shall be removed. Sound trees and stumps, except in a storm 
water embankment, may be cut off within 6 inches above the ground and allowed to 
remain.  Roots and other projections over 1½ inches in diameter shall be grubbed out to 
a depth of at least 18 inches below the finished subgrade or slope elevation. 
All holes remaining after the grubbing operation in embankment areas shall have the 
sides broken down to flatten out the slopes and shall be filled with acceptable material, 
dried or moistened, and properly compacted in layers to the density required in Section 
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202.  The same construction procedure shall be applied to all holes remaining after 
grubbing in excavation areas where the depth of holes exceeds the depth of the 
proposed excavation. 
 
Any buildings and miscellaneous structures that are shown on the plans to be removed 
shall be demolished or removed, and all materials therefrom shall be removed from the 
site.  The remaining foundations, wells, cesspools, and all like structures shall be 
destroyed by breaking out or breaking down the materials of which the foundations, 
wells, cesspools, etc., are built and removing the footing and walls or as specified on 
the plans.  Any broken concrete, blocks, or other objectionable material which cannot be 
used in backfill shall be removed and disposed of by the CONTRACTOR.  The holes or 
openings shall be backfilled with acceptable material and properly compacted. 
 
201-2.3  TREE REMOVAL.  When the proposal indicates tree removal by individual unit 
basis, removal shall consist of cutting the tree down and immediate removal of the 
stump by routing or excavation to a point 16 inches below the ground line.  The tree 
shall be disposed of properly. 
 
All tree removal done within clearing and grubbing limits shall be done utilizing a 
contractor licensed with the City of Bismarck's Forestry Department. 
 
The debris associated with the stump removal shall be removed and replaced with 
compacted suitable material to within 4 inches of the finished surface.  The 
CONTRACTOR shall place 4 inches of compacted topsoil, seed, and mulch the area. 
Removal of debris and placement and compaction of material and topsoil shall be 
incidental to the tree removal bid item.  Seeding and Mulching shall be measured and 
paid by the square yard (SY) for the respective bid items. 
 
201-2.4  TREE ROOT CUTTING.  The CONTRACTOR shall be responsible for the 
prevention of damage to trees, shrubs, bushes, and hedges. 
 
When tree roots are found larger than 3 inches in diameter during construction, the 
CONTRACTOR must contact the City of Bismarck's Forestry Department to determine if 
such roots shall be cut and/or if the tree shall be removed before continuing any further 
construction. 
 
When the City Forester determines that the roots may be cut, all roots shall be cut 
cleanly to avoid jagged rough ends.  A visual inspection of tree root cuts shall be made 
by the City Forester. 
 
All roots greater than 3 inches in diameter shall be cut using a hand pruner, hand saw, 
power saw, or stump grinder. 
 
201-2.5  REPLACE TREE.  Tree replacement shall consist of furnishing and installing a 
freshly dug 2-inch diameter or larger, balled and burlapped tree which shall not show 
any signs of damage.  All containers, wire, plastic, fabric, burlap, rope, string, twine, or 
any other extraneous material shall be removed from the root ball.  Depth of the root 
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ball is measured from the top of the root ball, which in all cases shall begin at the root 
flare.  Soil above the root flare shall not be included in ball depth measurement and 
shall be removed.  The planting hole shall be only as deep as needed, and the root flare 
shall be visible after planting. 
 
The CONTRACTOR shall supply wood chip mulch.  Individual trees shall be mulched 
with a 6-foot diameter circle of wood chip mulch 4 inches deep, leaving a 1-inch to 2-
inch mulch-free area around the tree trunk.  Staking shall consist of 2 stakes evenly 
spaced with a finished height of not less than 4 feet at installation.  Tree straps placed 
around the tree trunk shall be a minimum of 1½ inches wide, and made of a soft 
material with a grommet at each end.  Tree straps shall be placed at the lowest practical 
level on the trunk to maintain it upright.  Lower trunk protection shall consist of a 
minimum 4-inch diameter corrugated plastic pipe, 12 inches in height, cut on one side 
for installation and removal.  Care must be taken while applying to avoid injury to the 
bark. 
 
The tree shall be warranted for 1 year from final acceptance of the project and shall be 
in satisfactory condition at the end of the warranty period. 
 
201-2.6  TREE PRUNING.  Crown raising pruning to allow for clearance of construction 
equipment. 
  
All pruning shall be made in conformance with the latest version of ANSI A300 (Part 1) 
Pruning Standard.  The CONTRACTOR is to inspect each tree at time of pruning for 
structural defects and/or potential hazards.  Such defects or hazards must be reported 
to the City Forester or his agent. 
 
No topping, pollarding, or heading back will be allowed unless specifically authorized by 
the City Forester. 
 
Equipment that will damage the bark and cambium layer shall not be used on, or in, the 
tree.  For example, the use of climbing spurs is not acceptable work practice for pruning 
operations on live trees. 
 
All broken branches shall be removed. 
 
All pruning shall be performed with consideration of the tree species’ inherent growth 
(i.e., vase shaped, pyramidal, broad-oval, etc.).  Improving and/or maintaining tree 
health is a critical consideration as well as clearance needs. 
 
Sharp tools shall be used so clean cuts will be made at all times. 
 
All cut limbs shall be removed from the crown upon completion of the pruning.  All 
pruning including branches, chips, and rakings must be removed from the site and 
transported to the disposal site daily. 
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Driveways shall only be blocked when necessary for as short a period as possible.  
Vehicles and equipment may not be driven on boulevards and shall not enter upon any 
private property. 
 
Minimal cuts shall be made to avoid construction damage to elm tree and other species 
susceptible to regional diseases between April 1st and October 1st. 
 
Trees shall be pruned to provide: 

 
10 feet of clearance over sidewalks, rights-of-way, and private property, including 
structures. 
14 feet of clearance over street on residential and collector streets.  
16 feet of clearance over street on arterial streets.   
 

Live crown should not be reduced to less than 50 percent.  
 
If, during the work, the CONTRACTOR determines that the tree possesses defects, 
which cause the tree to be structurally unsound, the CONTRACTOR shall notify the City 
Forester immediately.  The City Forester shall make the final determination as to what 
action shall be taken. 
 
A proposed tree listing will be provided prior to construction activities, but may not be 
100% accurate.  Each tree pruned is to be recorded with work date, current diameter, 
and additional comments as needed.  Some trees may need extensive work, others 
very minor or no work.  The CONTRACTOR will make the determination of what each 
tree needs based on specifications. 
 
201-3  MEASUREMENT AND PAYMENT 
 
201-3.1  CLEARING AND GRUBBING (SY).  Clearing and Grubbing shall be 
considered ameasured and payment shall be per square yard (SY) lump sum and shall 
be paid for at the unit price bid for "Clearing and Grubbing" complete and approved by 
the ENGINEER. 
 
201-3.2  CLEARING AND GRUBBING (LS).  Clearing and Grubbing shall be 
considered a lump sum and shall be paid for at the unit price bid for "Clearing and 
Grubbing" complete and approved by the ENGINEER. 
 
 
201-3.32  TREE REMOVAL.  When the proposal indicates measurement by individual 
unit basis, the trees shall be classed in accordance with the diameter size as measured 
at a point 54 inches above the ground level or at a designated height specified in the 
proposal. The accepted quantities of "Tree Removal" shall be measured and paid for at 
the unit price bid for the following items: 
 

Pay Item     Unit 
Tree Removal (0" to 2")  Incidental to other items 
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Tree Removal (2" to 6")   Each 
Tree Removal (7" to 12")   Each 
Tree Removal (13" to 24")   Each 
Tree Removal (over 24")   Each 

 
201-3.4  REPLACE TREE.  Measurement and payment shall be per each (EA) for 
“Replace Tree” complete, in place, and accepted by the ENGINEER. 
 
201-3.5  TREE ROOT CUTTING.  Tree Root Cutting shall be measured on an individual 
basis for each root cut (EA) and accepted by the ENGINEER.  There shall be no 
payment of tree root cuttings less than 3 inches in diameter.  Tree Root Cutting shall be 
paid for at the unit price for "Tree Root Cutting" complete and approved by the City 
Forester. 

 
201-3.6  BUILDING REMOVAL.  Building removal shall be measured by the individual 
unit basis (EA) and paid for at the unit price bid for "Building Removal," including the 
foundation, complete and approved by the ENGINEER. 
 
201-3.7  FOUNDATION REMOVAL.  Foundation Removal shall be measured by the 
individual unit basis (EA) and paid for at the unit price bid for "Foundation Removal" 
complete and approved by the ENGINEER. 
 
201-3.8  TREE PRUNING. Tree Pruning shall meet the requirements of this section and 
shall be measured and paid for per each (EA) at the unit price bid for “Tree Pruning” 
complete and approved by the ENGINEER.   
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SECTION 202 - EXCAVATION AND EMBANKMENT 

 

202-1  DESCRIPTION 
 
This item shall consist of excavating, hauling, placement, disposal, and compaction of 
embankment material in accordance with these specifications and in conformity with the 
dimensions and typical sections shown on the plans and with the lines and grades 
established by the ENGINEER. 
 
"Unstable," "Unsuitable," "Suitable," and "Unsatisfactory" soil or aggregate items shall 
be defined as follows: 
 
a.  UNSATISFACTORY MATERIALS 

 
Unsatisfactory materials are those materials which have been determined to be 
unsuitable for subgrade foundations, including all unsuitable soils, rock, shale, hardpan, 
loose rock, boulders, concrete chunks or slabs, debris, tree roots, stumps and any other 
materials deemed unsatisfactory by the ENGINEER for use in subgrades or 
embankments. Unsatisfactory material shall become the CONTRACTOR’s responsibility 
to dispose of. 

 
All suitable material taken from excavations shall be used in the formation of 
embankment, subgrade, and for backfilling as indicated on the plans or as directed by 
the ENGINEER.   
 
When the volume of the excavation exceeds that required to construct the 
embankments to the grades indicated, the excess shall be used to grade the areas of 
ultimate development or become the CONTRACTOR’s property as directed by the 
ENGINEER.  When the volume of excavation is not sufficient for constructing the fill to 
the grades indicated by the ENGINEER, at locations designated on the plans or the 
special provisions, the additional material required shall be identified by the ENGINEER 
and paid as “Borrow Excavation.” 
 

b.  UNSUITABLE SOILS 

 
Unsuitable soils are those soils which in their natural state are unsuitable for subgrade 
foundation due to a high organic content such as vegetation, matted roots, tree roots, 
peat, topsoil, or muck.  Soils of these types are very susceptible to consolidation due to 
the decaying of this organic matter.  Other unsuitable soils are those which contain 
decomposable debris and ashes. Frozen material will not be allowed. Unsuitable 
material shall become the CONTRACTOR’s responsibility to dispose of. 
 
The frozen condition of any soil or material shall not constitute a basis for a change of 
classification.  Although frozen material shall not be allowed in the trench unless 
otherwise indicated, it shall be recompacted after it has thawed as directed by the 
ENGINEER. 
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c.  UNSTABLE SOILS 

 
Unstable soils are those soils which in their natural or existing condition require 
manipulation, aeration, or wetting and recompaction to obtain the required density for a 
suitable subgrade foundation.  This condition is usually caused by too high of a moisture 
content for cohesive soils and too loose and/or dry for granular soils.  
 
In the case of cohesive soils which in their natural state the moisture content exceeds 
optimum moisture, they begin to behave as plastic rather than solid.  Scarifying and 
windrowing to a depth of 6 to 18 inches and recompacting the soil in 6-inch lifts to the 
required density/optimum moisture relationship will usually correct this condition.  The 
other alternative is to subcut to prescribed depth and replace the cohesive material in 
accordance with specifications. 
 
In the case of granular soils that are too loose, usually subcutting to a depth of 6 to 18 
inches and replacing the soil in 6-inch lifts to the required density/optimum moisture 
relationship will correct this condition. 
 
In either case, these soils should not have to be replaced with more desirable soils; it is 
merely that in their natural state they are unstable but not unsuitable for subgrade 
foundation. 
 
 
 
 
d.  SUITABLE MATERIALS 

 
Suitable materials are those materials which have been determined to be satisfactory 
for subgrade foundations, including all stable or unstable soils and any other materials 
deemed satisfactory by the ENGINEER, for use in subgrades or embankments. 
 
 
202-2  CLASSIFICATION 

 
All material excavated shall be defined as "Unclassified Excavation" unless, in the 
proposal form, prices are asked and bids are taken for "Rock Excavation" and "Borrow 
Excavation." 
 
"Unclassified Excavation" shall include all excavation performed under this item 
regardless of the material encountered. 
 
"Rock Excavation," when provided in the proposal, shall include all solid rock in ledges, 
in bedded deposits, in unstratified masses, and in conglomerate deposits which are so 
firmly cemented they present all the characteristics of solid rock and which cannot be 
removed without drilling and blasting.  All rock not allowed to be placed in the backfill or 
embankment, as directed by the ENGINEER, shall be considered “Rock Excavation.”   
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"Borrow Excavation" shall consist of approved material required for the construction of 
embankments or for other portions of the work and shall be obtained from approved 
sources.  Unless otherwise designated in the contract, the CONTRACTOR shall pay all 
costs involved. 
 
The CONTRACTOR shall notify the ENGINEER in advance of opening any borrow 
areas so that the borrow material can be tested before being used.  Sufficient time for 
testing the borrow shall be allowed. 
 
202-3  CONSTRUCTION REQUIREMENTS 

 

202-3.1  GENERAL.  The rough excavation shall be carried to the necessary depth to 
obtain the specific depth of subgrade compaction shown on the plans.  Likewise, on 
embankments the depth of subgrade compaction shall be as shown on the plans.  
Should the CONTRACTOR through negligence or other fault excavate below the 
designated lines, the excavation shall be replaced with approved materials in an 
approved manner and condition at the CONTRACTOR's expense. 
 
The ENGINEER shall have complete control over the excavation, moving, placing, and 
disposition of all material and shall determine the suitability of material to be placed in 
embankments.  All material determined unsuitable shall be disposed of in waste areas 
or as directed by the ENGINEER.  Topsoil shall not be used in fills or in subgrades but 
shall be handled and placed as directed. 
 
The CONTRACTOR shall inform and satisfy itself as to the character, quantity, and 
distribution of all materials to be excavated.  No payment will be made for any 
excavated material which is used for purposes other than those designated.  All spoil 
areas shall be leveled to a uniform line and section and shall present a neat appearance 
before project acceptance.  The surface elevation of spoil pile areas shall not extend 
above the surface elevation of adjacent or contiguous usable areas unless approved by 
the ENGINEER.  All spoil piles approved by the ENGINEER shall be seeded and 
appropriate erosion control constructed.  
 
The roadway right of way shall be graded as per Standard Detail 200-1.   
 
The ENGINEER shall provide centerline stakes to prepare the grading.  The 
CONTRACTOR shall be responsible for staking all other grades necessary to complete 
grading as per plans or specifications. 
 
The ENGINEER shall verify that finished grading of roadway is within 0.05 foot below to 
0.15 foot above the final subgrade elevation specified, and the average grading of any 
500 lineal foot section of roadway shall be within 0.1 foot above the final subgrade 
elevation specified.  If grading does not meet tolerance, the CONTRACTOR shall be 
responsible for regrading to meet tolerance. 
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The ENGINEER shall verify that finished grading of stormwater ponds shall be within 
plus/minus 0.25 foot of design grade. If grading does not meet tolerance, the 
CONTRACTOR shall be responsible for regrading to meet tolerance. 
 
Those areas outside of the pavement areas in which the top layer of soil material 
becomes compacted due to hauling or to any other activity of the CONTRACTOR, shall 
be scarified and disked to a depth of 4 inches, as directed, to loosen and pulverize the 
soil. 
 
If it is necessary to interrupt existing surface drainage, sewers, or underdrainage, 
conduits, utilities, or similar underground structures, or parts thereof, the 
CONTRACTOR shall be responsible for and shall take all necessary precautions to 
protect and preserve or provide temporary services.  When such facilities are 
encountered, the CONTRACTOR shall notify the ENGINEER, who shall arrange for 
their removal, if necessary.  The CONTRACTOR shall assume all costs to repair all 
damage to such facilities or structures which may result from operations of the 
CONTRACTOR during the period of the contract. 
 
The CONTRACTOR shall engage an independent soils testing laboratory approved by 
the ENGINEER to determine the soil proctors for each soil condition to be encountered 
on the project and perform the required compaction testing to be determined by the 
ENGINEER. 
 
The compaction control tests for this section are based on 1 individual compaction test 
per 200 cubic yards of fill or 750 square yards of area, whichever is greater.  The 
CONTRACTOR shall be responsible for all retesting of failed tests. The time, locations, 
depths, and frequency of compaction testing shall be at the discretion of the ENGINEER 
during construction.  Should it become necessary to conduct an additional number of 
initial compaction tests, over and above the number specified, the CITY OF BISMARCK 
shall be responsible for all costs associated with additional testing performed by an 
independent soils testing laboratory.  The CONTRACTOR, however, will be required to 
assume the cost of all retesting of failed tests, regardless of the total number required 
during construction. Compaction testing to determine densities may be accomplished 
with a nuclear density testing apparatus, the sand cone method or drive cylinder.  
Should disputes arise concerning test results, they will be resolved by using only the 
sand cone method of testing. 
 
Written reports of all test results shall be supplied to the ENGINEER and the 
CONTRACTOR by the testing laboratory as soon as possible.   
 
Compaction control tests as stated above shall be incidental to the price bid for related 
bid items. 
 
202-3.2  EXCAVATION.  Excavation shall be performed as indicated on the contract 
plans to the lines, grades, and elevation shown or as directed by the ENGINEER, and 
shall be made so the requirements for formation of embankments can be followed.  No 
excavation or stripping shall be started until the ENGINEER has taken cross-sectional 
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elevations and measurements of the existing ground surface and has staked out the 
proposed work.  All material encountered within the limits indicated shall be removed 
and disposed of as directed.  During the process of excavation, the grade shall be 
maintained so that it will be well drained at all times.  When directed, temporary drains 
and drainage ditches shall be installed to intercept or divert surface water which may 
affect the work. 
 
If, at the time of excavation, it is not possible to place any material in its proper section 
of the permanent construction, it shall be stockpiled in approved areas for later use. 
 
Rock, shale, hardpan, loose rock, boulders, or other material unsatisfactory for 
subgrades, streets, roads, shoulders, intermediate areas, or any areas intended for 
turfing shall be excavated to a minimum depth of 12 inches, or to the depth specified by 
the ENGINEER, below the contemplated surface of the subgrade or the designated 
grades.  Muck, peat, topsoil, matted roots, tree roots, rock, grasses, or other yielding 
material, unsatisfactory for subgrade foundation, shall be removed to the depth 
specified to provide a satisfactory foundation.  Unsatisfactory materials shall be 
disposed of at locations designated by the ENGINEER.  All material so excavated shall 
be paid for at the unit price bid per cubic yard for "Unclassified Excavation" or for "Rock 
Excavation," as the case may be, when the classification for the last 2 items is provided 
in the proposal.  The portion so excavated shall be refilled with suitable selected 
material as specified, obtained from the grading operations or borrow area, and 
thoroughly compacted by rolling. The necessary refilling will constitute a part of the 
embankment.  Where rock cuts are made and refilled with selected material or where 
trenching out is done to provide for a course of pavement, the depths thus created shall 
be ditched at frequent intervals to provide drainage. 
 
The CONTRACTOR shall make the distribution as indicated on the plans.  Widening or 
narrowing of the section and raising or lowering of the grade to avoid haul will not be 
permitted.  The ENGINEER reserves the right to make minor adjustments or revisions in 
lines or grades, if found necessary, as the work progresses due to discrepancies in the 
plans or to obtain satisfactory construction. 
 
Overbreak, including slides, is that portion of any material displaced or loosened beyond 
the finished work as planned or authorized by the ENGINEER.  The ENGINEER, whose 
decision shall be final, shall determine if the displacement of such material was 
unavoidable.  All overbreak shall be removed by the CONTRACTOR and disposed of as 
directed; however, payment will not be made for the removal and disposal of overbreak 
which the ENGINEER determines as avoidable.  Unavoidable overbreak will be 
classified as "Unclassified Excavation." 
 
The removal of existing structures and utilities required to permit the orderly progress of 
work will be accomplished by local agencies unless otherwise shown on the plans.  All 
existing foundations or footings shall be excavated by the CONTRACTOR and the 
material disposed of as directed.  All foundations thus removed shall be backfilled with 
suitable material and compacted. 
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In cut areas, the subgrade under areas to be paved shall be compacted to the depths 
and to the densities and moisture as shown on the plans or as specified in the 
specifications, or when not otherwise shown or specified, to a minimum depth of 6 
inches and to a density of not less than 90 percent of the maximum dry density with a 
moisture content falling within plus or minus 3 percent of optimum moisture as 
determined by the compaction control tests specified in ASTM D1557.  Any unsuitable 
materials encountered shall be removed and paid for as specified. 
 
No payment or measurement for payment will be made for suitable materials removed, 
manipulated, and replaced in order to obtain density.  Any removal, manipulation, 
aeration, replacement, and recompaction of suitable materials necessary to obtain the 
required density shall be considered as incidental to the excavation and embankment 
operations and shall be performed by the CONTRACTOR at no additional cost to the 
project. 
 
Stones or rock fragments larger than 2 inches in their greatest dimension will not be 
permitted in the top 6 inches of the subgrade.  The finished grading operations 
conforming to the typical cross section shall be completed and maintained at least 400 
feet (1 block) ahead of the paving operations. 
 
In cut areas, all loose or protruding rocks on the back slopes shall be barred loose or 
otherwise removed to line or finished grade of slope.  All cut-and-fill slopes shall be 
uniformly dressed to the slope, cross section, and alignment shown on the plans or as 
directed by the ENGINEER. 
 
202-3.3  BORROW EXCAVATION.  When provided for in the proposal, borrow 
excavation shall consist of excavation made from borrow areas outside the plan grading 
limits.  Upon completion of borrow operations, the borrow area shall be finished to a 
neat and uniform grade acceptable to the ENGINEER. 
 
The borrow excavation shall be handled and placed as specified in these specifications 
for excavation and embankment. 
 
202-3.4  DITCH EXCAVATION.  Ditch excavation shall consist of excavating for 
drainage ditches such as intercepting, inlet or outlet, temporary levee construction, or 
any other type as designated or as shown on the plans.  The work shall be performed in 
the proper sequence with the other construction.  The location of all ditches or levees 
shall be established on the ground.  All satisfactory material shall be placed in fills; 
unsatisfactory material shall be placed in spoil areas as shown on the plans or removed 
from the project area as directed by the ENGINEER.  Waste or surplus material shall be 
disposed of as shown on the plans or as directed by the ENGINEER.  Intercepting 
ditches shall be constructed prior to the start of adjacent excavation operation.  All 
necessary handwork shall be performed to secure a finish true to line, elevation, and 
cross section, as designated.  
 
Ditches constructed on the project shall be maintained to the required cross section and 
shall be kept free from debris or obstructions until the project is accepted.  Where 
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necessary, sufficient openings shall be provided through spoil banks to permit drainage 
from adjacent lands. All ditches constructed shall be secured with erosion and sediment 
control as shown on the plans, or as directed by the ENGINEER. 
  
Unless otherwise specified, no separate payment will be made for ditch excavation 
other than for the material removed which will be paid for at the unit price for 
"Unclassified Excavation" or "Rock Excavation," as the case may be, if the proposal 
includes classification of these excavated materials. 
 
202-3.5  EMBANKMENT FOUNDATION PREPARATION.  Immediately prior to the 
placing of the fill materials, the entire area upon which the embankment is to be placed, 
except where limited by rock, shall be scarified and broken by means of a disc harrow 
or plow or other approved equipment to a minimum depth of 6 inches or as specified by 
the ENGINEER.  Scarifying shall be done approximately parallel to the axis of the fill.  
All roots, debris, large stones, or objectionable material that would cause interference 
with the compaction of the foundation or fill shall be removed from the area and 
disposed of as directed by the ENGINEER.  A thin layer (approximately 3 inches) of all 
the fill material shall be spread over the scarified foundation and the whole area 
compacted as required in the specifications. Payment will be made for the material 
excavated for the embankment foundation at the unit price bid for “Unclassified 
Excavation.” 
 
Where embankments are to be placed on natural slopes steeper than 3-to-1, horizontal 
benches shall be constructed as shown on the plans or as directed by the ENGINEER.  
Payment will be made for the material excavated on the embankment slopes at the unit 
price bid for “Unclassified Excavation.” 
 
202-3.6  STRIPPING.  All vegetation such as brush, heavy sods, heavy growth of grass, 
peat, topsoil, rubbish, tree roots and stumps, and any other unsuitable material within 
the area upon which embankment is to be placed shall be stripped or otherwise 
removed before the embankment is started, and in no case shall such objectionable 
material be allowed in or under the embankment.  No direct payment will be made for 
stripping.  The yardage removed and disposed of shall be paid for at the unit price bid 
per cubic yard for "Unclassified Excavation." 
 
202-3.7  FORMATION OF EMBANKMENTS.  Embankments shall be formed of 
satisfactory materials placed in successive horizontal layers of not more than 8 inches 
in loose depth for the full width of the cross section. 
 
The grading operations shall be conducted and the various soil strata shall be placed to 
produce a soil structure as shown on the typical cross section, or as directed by the 
ENGINEER.  All materials placed in the embankment shall be reasonably free of 
organic matter such as leaves, grass, tree roots, peat, and other objectionable material.  
Soil, granular material, shale, and any other material permitted for use in embankment 
shall be spread in successive layers as specified. 
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Earthwork operations shall be suspended at any time when satisfactory results cannot 
be obtained because of rain, freezing weather, or other unsatisfactory conditions of the 
field.  The CONTRACTOR shall drag, blade, compact, or slope the embankment to 
provide proper surface drainage. 
 
The material in the layers shall be of the proper moisture content before rolling to obtain 
the prescribed compaction.  Wetting or drying of the material and manipulation when 
necessary to secure a uniform moisture content throughout the layer shall be required.  
Should the material be too wet to permit proper compaction or rolling, all work on all 
portions of the embankment thus affected shall be delayed until the material has dried 
to the required moisture content.  Sprinkling shall be done with approved equipment that 
will sufficiently distribute the water.  Sufficient equipment to furnish the required water 
shall be available at all times.  Samples of all embankment materials for testing, both 
before and after placement and compaction, shall be completed as per Section 202.  
Based on these test results, corrections, adjustments, and modifications of methods, 
materials, and moisture content will be made to construct the embankment. 
 
Rolling operation shall be continued until the embankment is compacted to not less than 
85 percent of the maximum dry density as determined by ASTM D1557.  Under all 
areas to be paved, the embankment shall be compacted to a density of not less than 90 
percent of the maximum dry density with a moisture content falling within plus or minus 
3 percent of the optimum moisture as determined by ASTM D1557.  On all areas 
outside of the pavement, curb and gutter, and sidewalk areas, no compaction will be 
required on the top 4 inches.  Any areas inaccessible to a roller shall be consolidated 
and compacted by mechanical tampers. 
 
In the construction of embankments, starting layers shall be placed in the deepest 
portion of the fill.  As placement progresses, layers shall be constructed approximately 
parallel to the finished pavement grade line. 
 
When rock and other embankment material are excavated at approximately the same 
time, all rock shall be stockpiled and removed by the CONTRACTOR.  Stones or 
fragmented rock larger than 2 inches in their greatest dimension will not be allowed in 
the top 6 inches of the subgrade.  Rocks or boulders shall not be disposed of outside of 
the excavation or embankment areas, except at places and in the manner designated 
by the ENGINEER. 
 
Frozen material shall not be placed in the embankment nor shall embankment be 
placed upon frozen material. 
 
The CONTRACTOR shall be responsible for the stability of all embankments made 
under the contract and shall replace any portion which, in the opinion of the 
ENGINEER, has become displaced due to carelessness or negligence on the part of 
the CONTRACTOR. All embankments constructed shall be secured with erosion and 
sediment control as shown on plans.   
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There will be no separate measurement or payment for compacted embankment.  All 
costs incidental to placing in layers, compacting, disking, watering, mixing, sloping, and 
other necessary operations of the embankments will be included in the unit price bid for 
excavation, borrow, or related bid items. 
 
When stockpiling of excavated material and later rehandling of such material is directed 
by the ENGINEER in order to produce the specified subgrade structure, the material 
shall be paid for at the unit price bid per cubic yard (cy) for "Unclassified Excavation." 
 
202-3.8  EQUIPMENT.  The CONTRACTOR may use any type of earthmoving, 
compaction, and watering equipment, provided the equipment is in a satisfactory 
condition and is of such capacity that the construction schedule can be maintained as 
planned by the CONTRACTOR, and as approved by the ENGINEER, in accordance 
with the total days or working days bid for the construction.  The CONTRACTOR shall 
furnish, operate, and maintain such equipment as is necessary to control uniform 
compaction, layers, section, and smoothness of grade. 
 
202-3.9  PREPARATION AND PROTECTION OF THE TOP OF THE SUBGRADE.  On 
areas to be paved, the specified depth in cut areas and the top of embankment shall be 
compacted to the density/moisture specified.  The typical section for areas to be paved 
shall be graded such that the roadway is graded as per Standard Plate 200-1.  When 
completed, the surface shall be true to the lines, grades, and cross section shown on 
the plans, or as directed by the ENGINEER.  After all drains, structures, ducts, and 
other underground appurtenances along the edges or under the pavement have been 
completed, the subgrade shall be compacted to the depth specified at not less than 90 
percent of the maximum dry density with a moisture content falling within plus or a 
minus 3 percent at the optimum moisture as determined by ASTM D1557.  Any 
irregularities or depressions that develop during rolling shall be corrected by loosening 
the material at these places and adding, removing, or replacing material until the 
surface is smooth and uniform.  Any portion of the area which is not accessible to a 
roller shall be compacted in lifts not to exceed 6-inches to the required density/moisture 
tolerances by approved mechanical tampers.  The material shall be sprinkled with water 
during rolling or tamping, when directed by the ENGINEER. 
 
All soft and yielding material, and material which will not compact readily when rolled or 
tamped, shall be removed as directed by the ENGINEER and replaced with suitable 
material.  After grading operations are complete, all loose stones larger than 2-inches in 
their greatest dimension shall be removed from the surface of all proposed graded 
paving areas and disposed of as directed by the ENGINEER. 
 
At all times, the top of the subgrade shall be kept in such condition that it will drain 
readily and effectively.  In handling materials, tools, and equipment, the CONTRACTOR 
shall protect the subgrade from damage by laying planks when directed and shall be 
reshaped and recompacted to required density and moisture tolerances.  Storage or 
stockpiling of materials on the top of the subgrade will not be permitted.  Until the 
subgrade has been checked and approved, no aggregate base, surface course, or 
pavement shall be laid thereon. 
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202-3.10  HAUL.  No payment will be made separately or directly for haul on any part of 
the work.  All hauling will be considered a necessary and incidental part of the work, and 
its cost shall be considered by the CONTRACTOR and included in the unit price bid for 
the pay items of work involved. 
 
202.3.11  TOLERANCES.  In those areas upon which an aggregate base or pavement 
base course is to be placed, the top of the subgrade shall be of such smoothness that, 
when tested with a 16-foot straightedge applied parallel and at right angles to the 
centerline, it shall not show any deviation in excess of 1/2 inch, or shall not be more 
than 0.05 of a foot from true grade as established by grade hubs or pins.  Any deviation 
in excess of these amounts shall be corrected by loosening, adding, or removing 
materials, and reshaping and recompacting to required density.  
 
On areas to be turfed under the project or in the future, outside the sidewalk, curb and 
gutter, and pavement limits, the surface shall be of such smoothness that it will not vary 
more that 0.10 of a foot from true grade as established by grade hubs.  Any deviation in 
excess of this amount shall be corrected by loosening, adding or removing materials, 
and reshaping. 
 

202-4  MEASUREMENT AND PAYMENT 

 

202-4.1  UNCLASSIFIED EXCAVATION.  Unclassified Excavation shall be measured 
by the cubic yard (CY) in its original position by the method of average end areas of 
materials acceptably excavated and stripped as specified.  Measurements shall not 
include the yardage of material excavated without authorization beyond normal slope 
lines, or the yardage of material used for purposes other than those directed.  The plans 
shall state an assumed shrinkage factor to be used to compute embankment volume 
placed using “Unclassified Excavation.”  
 
Payment shall be made at the unit price bid per cubic yard (CY) for "Unclassified 
Excavation." 
 
202-4.2  ROCK EXCAVATION.  All rock found in the excavation and not allowed to be 
placed in the backfill or embankment shall be classified as Rock Excavation, measured 
by the cubic yard (CY) and disposed of by the CONTRACTOR, or as directed by the 
ENGINEER.   
 
The CONTRACTOR shall place all rocks not allowed to be placed in the backfill or 
embankment and less than 1 cubic yard in a pile to be measured by the ENGINEER.  
The total volume of the stockpile shall be reduced by 25 percent to account for voids in 
the rock stockpile. 
 
All rock greater than 1-cubic yard shall be individually measured by the ENGINEER. 
 
Payment shall be made at the unit price bid per cubic yard (CY) for "Rock Excavation." 
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202-4.3 BORROW EXCAVATION.  Borrow Excavation shall be measured by the cubic 
yard (CY) in its original position.  Borrow Excavation in its original position shall include 
an assumed shrinkage factor to be used to compute embankment volume placed.  
Borrow Excavation in a stockpile shall not include an allowance for shrinkage.  Payment 
shall be made at the unit price bid per cubic yard (CY) for "Borrow Excavation." 
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SECTION 203 – WATERING 

 

203-1  DESCRIPTION 
 
This item shall consist of applying CITY supplied water required in the compaction of 
embankments, subgrades, aggregate bases, AC base courses, and for other purposes 
in accordance with the requirements of these specifications, or as directed by the 
ENGINEER.   
 
This item does not apply to any water required by the CONTRACTOR to meet backfill 
density requirements in trenching operations or required for establishment of seeding 
and/or sodding; water required for such operations shall be incidental to other bid items. 
 
203-2  CONSTRUCTION REQUIREMENTS 

 
Water, when required, shall be applied at the locations, in the amounts, and during the 
hours, including nights, as approved by the ENGINEER.  An adequate water supply 
shall be provided by the CITY OF BISMARCK.  The equipment supplied and used by 
the CONTRACTOR for watering shall be of ample capacity and of such design as to 
assure uniform application of water in the amounts directed by the ENGINEER. 
 
The CONTRACTOR shall furnish all fittings, hoses, and equipment used in the loading 
of CITY supplied water.  If a water hydrant is used for furnishing water, the 
CONTRACTOR shall furnish a gate-type control valve, approved by the ENGINEER, to 
control water flow.  The hydrant valve shall be fully opened and under no circumstances 
will the hydrant valve be used for water flow control.  The CONTRACTOR shall apply for 
a hydrant meter supplied and installed by the City of Bismarck Public Works 
Department and shall pay all installation and usage fees unless waived by the contract 
documents. 
 
203-3  MEASUREMENT AND PAYMENT 

 
203-3.1  WATERING.  Watering shall be measured in the vehicle at the point of delivery 
by 1,000 gallon ("M" Gal.) units or by a metered invoice and supplied by the City of 
Bismarck Public Works Department and paid for at the unit price bid for "Watering."  
Each project shall be metered independently unless approved prior to project by the 
ENGINEER. 
 
 



 

204 - 1 
 

Rev. February 2021 

SECTION 204 – SUBGRADE PREPARATION 
 
204-1  DESCRIPTION 
 
This work shall consist of scarifying, shaping, compacting, and maintaining the 
subgrade prior to construction of an aggregate base, AC base course, or surface course 
and shall include excavation and/or shifting of materials resulting from rough grading, 
trenching, or other prior construction activities.  Subgrade preparation shall include all 
work to the depths specified on the plans or in the special provisions.  When subgrade 
preparation depths are not specified, the depth shall be assumed to be a minimum of 6-
inches below the surface of the finished subgrade. 
 
Prior to subgrade preparation, the ENGINEER shall verify the grading is within tolerance 
specified in Section 202.  Work shall not begin on the subgrade preparation until the 
ENGINEER has approved that the grading has met the tolerances. 
 
"Unstable," "Unsuitable," "Suitable," and "Unsatisfactory" soil or aggregate items are 
referred to in Section 202. 
 
204-2  CONSTRUCTION REQUIREMENTS 
 
204-2.1  GENERAL.  When required to achieve compaction requirements, prior to 
placing any of the subsequent materials, the entire subgrade surface shall be scarified 
to a specified depth of not less than 6-inches and meet required moisture and 
compaction requirements. Excess suitable excavated material shall be stockpiled and 
reused whenever possible in the project.  Stockpiled material which is reused shall be 
measured in its final section and paid for as “Unclassified Excavation.” 
 
When subgrade preparation without scarification is required to achieve compaction 
requirements, this item will be paid for under “Subgrade Preparation (0 depth).” 
 
Excavation of material for curb and gutter, or base course installation shall be measured 
by the cubic yard (CY) and paid for at the unit price bid for “Unclassified Excavation” 
complete and accepted by the ENGINEER. 
 
Excavation and hauling of material from one point to another point on the roadbed or 
city rights-of-way to adjust the grade line and stockpiling excess material, if any, 
adjacent to the project shall be considered incidental to the "Subgrade Preparation" bid 
items. 
 
All rocks larger than 4 inches in size and other unsuitable material shall be removed and 
replaced with suitable material.  Any portions of the subgrade not easily accessible to 
machine operations, such as valley gutters, manholes, gate valves, and electrical lines 
shall be brought to the proper elevation and compacted by methods approved by the 
ENGINEER. 
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During the course of preparing the subgrade, and until the curb and gutter and 
pavement courses have been constructed, it shall be the CONTRACTOR's 
responsibility to protect the subgrade against, and repair any damage caused by, 
adverse weather, public traffic, and the CONTRACTOR's operations.  The subgrade 
shall at all times be completed for a sufficient distance ahead of hauling and spreading 
base or surface material to allow adequate opportunity for inspection.  No materials 
shall be placed on the subgrade until it has been checked and approved by the 
ENGINEER. 
 
204-2.2  COMPACTION.  The subgrade shall be compacted by approved compaction 
equipment.  Approved compaction equipment shall include sheepsfoot rollers, 
pneumatic packers, mechanical packers, mechanical rammers, and vibratory 
equipment.  Subgrade preparation depths specified on the plans or special provisions or 
the minimum 6-inches required below the surface of the finished subgrade shall be 
compacted to 90 percent of maximum dry density as determined by ASTM D1557 with a 
moisture content falling within plus or minus 3 percentage points of the optimum 
moisture content as determined by said testing method.  The surface after compaction 
shall be true to line, grade, and cross section. 
 
Before preparations begin for application of a surface treatment or for a surface course, 
the CONTRACTOR shall proof roll the subgrade, including the curb line, under the 
supervision of the ENGINEER.  The proof roll shall be performed with a minimum gross 
weight of 44,000 lbs. on a tandem axle truck with four tires per rear axle.  Any failing 
areas in the base shall be the responsibility of the CONTRACTOR to remove and 
replace, at the discretion of the ENGINEER.  The CONTRACTOR shall proof roll the 
subgrade, including the curb line, with an appropriately weighted truck, and/or a water 
truck that is filled to 75 percent of capacity. A visual walk through with the ENGINEER 
shall be performed marking all subgrade failures. 
 
The CONTRACTOR shall then engage an independent soils testing laboratory, 
approved by the ENGINEER, to determine the soil proctors and perform the required 
compaction testing to be determined by the ENGINEER.  
 
The compaction control tests for this section are based on (1) individual compaction test 
per 750 square yards of area.  The CONTRACTOR shall be responsible for all retesting 
of failed tests and a proctor determination to represent each soil condition to be 
encountered on the project.  The locations and depths of compaction testing shall be at 
the discretion of the ENGINEER during construction.  Should it become necessary to 
require an additional number of initial compaction tests, over and above the number 
specified for bidding purposes, the City of Bismarck shall be responsible for all costs 
associated with additional testing performed by an independent testing laboratory.  The 
CONTRACTOR, however, will be required to assume the cost of all retesting of failed 
tests regardless of the total number required during construction. 
 
Compaction testing to determine densities may be accomplished with a nuclear density 
testing apparatus and/or the sand cone method.  Should disputes arise concerning test 
results, they will be resolved by using the sand cone method of testing. 
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Written reports of all test results shall be supplied to the ENGINEER and the 
CONTRACTOR by the testing laboratory as soon as possible.   
 
Compaction control tests as stated above shall be incidental to the unit price bid for 
related bid items. 
 
No payment or measurement for payment will be made for suitable materials removed, 
manipulated, and replaced to obtain density in the specified depth of subgrade 
preparation.  The moisture content of the subgrade materials shall fall within the range 
of plus or minus 4 percent of the optimum moisture content before any attempt is made 
to obtain the specified density.  Any removal, manipulation, aeration, replacement, 
watering, and recompaction of suitable or unstable materials necessary to obtain the 
required density shall be considered as incidental to the subgrade preparation operation 
and shall be performed by the CONTRACTOR at no additional cost to the project. 
 
If the desired compaction cannot be obtained by manipulation, wetting, or drying of the 
specified depth of the subgrade because the material is found to be "Unsuitable" or 
"Unsatisfactory," as defined in Section 202, or when the ENGINEER directs 
manipulation, wetting, or drying below the specified subgrade preparation depth, or 
when materials below the specified subgrade preparation depth must be removed 
because they are found to be "Unsuitable," or "Unsatisfactory," thus hampering 
subgrade operations, this work will be paid for in accordance with Section 104 of said 
construction specifications unless a "Subcut Excavation" item is included as a bid item 
on the proposal for the particular unit of the project. 
 
If the instability of suitable materials below the specified subgrade preparation depth is a 
result of excessive moisture from rains, surface runoff, or frost action, the ENGINEER 
reserves the right to suspend the work to allow the materials to recover strength or to 
agree upon another method to use without any liability for the costs that may be claimed 
by the CONTRACTOR due to the suspension of work.  Extension of time, however, will 
be granted in this case. 
 
204-2.3  TOLERANCES.  In those areas upon which an aggregate base, AC base 
course, or surface course is to be placed, the top of the subgrade shall be of such 
smoothness that, when tested with a 16-foot straightedge applied parallel and at right 
angles to the centerline, it shall not show any deviation in excess of 1/2 inch, or shall not 
be more than 0.05 of a foot from true grade established by grade hubs or pins. 
 
The CONTRACTOR shall perform all surveying required to prepare the subgrade, to the 
tolerances specified, incidental to other bid items.  The CONTRACTOR shall place a 
survey stake at the crown line on 50-foot intervals on all streets at the elevation 
approved by the ENGINEER.  Additional staking may be required on sharp vertical and 
horizontal curves and at intersections and valley gutters as determined by the 
ENGINEER. 
 



SECTION 204 – SUBGRADE PREPARATION 
 

204 - 4 
Rev. February 2021Rev. March 2019 

Staking shall not be the responsibility of the CONTRACTOR for curb and gutter 
construction. 
 
204-3  MEASUREMENT AND PAYMENT 
 
204-3.1  SUBGRADE PREPARATION.  Subgrade Preparation shall be measured by 
the square yard (SY) and paid for at the unit price bid for "Subgrade Preparation" 
complete and accepted by the ENGINEER. 
 
204-3.1A  SUBGRADE PREPARATION (1 FOOT DEEP).  Subgrade Preparation shall 
be measured by the square yard (SY) and paid for at the unit price bid for “Subgrade 
Preparation (1 Foot Deep)” complete and accepted by the ENGINEER. 
 
204-3.1B  SUBGRADE PREPARATION (1.5 FEET DEEP).  Subgrade Preparation 
shall be measured by the square yard (SY) and paid for at the unit price bid for 
“Subgrade Preparation (1.5 Feet Deep)” complete and accepted by the ENGINEER. 
 
204-3.1C  SUBGRADE PREPARATION (0 DEPTH).  Subgrade Preparation shall be 
measured by the square yard (SY) and paid for at the unit price bid for “Subgrade 
Preparation (0 Depth)” complete and accepted by the ENGINEER. 
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SECTION 205 – EROSION AND SEDIMENT CONTROL 
 
205-1 DESCRIPTION 
 
The CONTRACTOR shall be responsible for installing, maintaining, replacing, and 
removing all of the erosion and sediment control measures existing, as shown on the 
plans, or as deemed necessary by the ENGINEER, to effectively control pollution of 
waterways and sedimentation onto adjacent properties or into any downstream 
drainage facilities.  Installation shall be done in accordance with the North Dakota 
Department of Health, Division of Water Quality’s Guide to Temporary Erosion Control 
Measures or plan details. 

CONTRACTOR shall have a copy of the SWPPP, copy of the general permit, and 
inspection records on-site or at a location immediately available at the construction site 
at all times. 
 
Erosion and sediment control measures shall be sufficient to contain sediments within 
the construction limits.  If any excavation or embankment material does flow onto 
adjacent properties or downstream, the CONTRACTOR shall immediately rectify the 
problem and repair any damages. 
 
Any failure of the erosion and sedimentation control measures shall be repaired within 
48 hours of the runoff event, along with any erosion damages, at the CONTRACTOR’s 
expense.  The CONTRACTOR shall be required to maintain erosion and sediment 
control installations until such time as the project is accepted as complete by the 
ENGINEER, thence notifying and forwarding the responsibility to maintain the erosion 
and sediment control measures over to the next contractor, developer, or builder/owner. 
 
The CONTRACTOR may request additional compensation for extra clean up or erosion 
control items, in the event two or more rainfalls occur within 48 hours which overwhelm 
the normally expected and approved control features causing excessive failures and/or 
erosion repairs, as directed by the ENGINEER.  
 
If directed by the ENGINEER, the CONTRACTOR shall remove and dispose of erosion 
control items before the end of the warranty period.  Cleanup shall be according to 
Section 104. All removal and cleanup items shall be considered incidental to other bid 
items. 
 
205-1.1  PROTECTION OF WATER RESOURCES.  The CONTRACTOR shall dispose 
of all fuels, lubricants, and other organic or inorganic wastes at locations approved by 
regulatory agencies.  Fueling, lubricating, and overhauling of all equipment shall be 
accomplished at locations, and in such a manner, that contaminants can be controlled 
and disposed of without polluting surface or subsurface waters. 
 
Surface drainage from cuts and fills within the project limits, whether or not complete, 
and from borrow and waste disposal areas, shall be held in suitable sedimentation 
ponds or the site shall be graded to control erosion within acceptable limits.  Temporary 
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erosion and sediment control measures such as berms, dikes, drains, silt fences, bales, 
wattles, fabrics, and sedimentation basins, if required to meet the above standards, 
shall be provided and maintained until permanent drainage and erosion control facilities 
are complete and operative. 
 
The CONTRACTOR shall be required to maintain all excavations, embankments, 
stockpiles, haul roads, plant sites, waste areas, borrow areas, and all other work areas 
to be free from dust which would cause a hazard or nuisance to others.  The 
CONTRACTOR must have sufficient, competent equipment on the job to control dust.  
Dust control will be performed as the work proceeds and whenever a dust nuisance or 
hazard occurs, or as directed by the ENGINEER. 
 
The CONTRACTOR shall maintain all facilities constructed for pollution control for as 
long as the operations creating the particular pollutant are being carried out or until the 
materials of concern become stabilized to the extent that pollution is no longer being 
created. 
 
205-2  MATERIALS  
 
205-2.1  SILT FENCE WITH WIRE BACKING.  Silt fence fabric shall conform to 
AASHTO M288 silt fence specification.  Filter fabric shall be composed of fibers 
consisting of long chain synthetic polymers composed of at least 95 percent by weight 
of polyolefins, polyesters, or polyomides.  The fibers shall be formed into a network 
such that the filaments or yarns retain dimensional stability relative to each other.  The 
filter fabric shall be free of any treatment or coating which might adversely alter its 
physical properties after installation.  The fabric shall be free of defects or flaws that 
affect its physical and/or filtering properties.  The fabric shall have a minimum width of 
36 inches.  The filter fabric shall be furnished with suitable wrapping for protection 
against moisture and extended ultraviolet exposure prior to placement.  Backing for a 
filter fabric silt fence shall consist of steel wire fence fabric.  A woven wire fence shall 
conform to ASTM A116 Class 1 zinc coating for wire.  The woven wire support fence 
shall be at least 32 inches high with a maximum opening size of 6 inches by 6 inches.  
The wire shall be a minimum of 14-gauge grade 60. 
    
205-2.2  POSTS.  Either wood or steel posts shall be used.  Wood posts shall be 
treated (penta or green treated) and shall be a minimum of 5 feet long with minimum 
dimensions of 2 inches in diameter for round posts or 1½ inches by 1½ inches for 
rectangular posts.  Steel posts shall be a minimum of 5 feet long, weigh a minimum of 
1.3 pounds per square foot, and have projections to aid in fastening the wire or fabric.  
Steel posts shall also have a metal plate welded near the bottom such that when the 
post is driven to the proper depth, the plate will be below the ground level for added 
stability.  Installation shall be done in accordance with the North Dakota Department of 
Health, Division of Water’s Quality Guide to Temporary Erosion Control Measures or 
plan detail. 
 
205-2.3  WEIGHTED FIBER ROLL.  Weighted fiber roll shall be a photodegradable, 
extruded netting tube filled with wood curled excelsior and a weighted inner core.  The 
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roll diameter shall be 6 inches and the lengths shall be as required.  The weight shall be 
a minimum of 8⅓ pounds per foot.  An adequate number of weighted fiber rolls shall be 
placed around an inlet to provide complete protection.   
 
205-2.4  EROSION CONTROL BLANKET.  The erosion control blanket (ECB) shall be 
of organic biodegradable mulch material such as straw, wood curled excelsior, coconut 
fiber, or any combination of these materials.  The ECB shall have a consistent thickness 
of mulch material evenly distributed over the entire area.  The ECB materials must be 
secured on at least one side with netting.  The netting must be of photodegradable 
polypropylene or other plastic material fused to the strand intersections.  The ECB shall 
be a minimum width of 48 inches and shall be weed and pest free. 
 

A.  Wood Excelsior Blanket.  The wood excelsior blanket shall consist of a machine-
produced blanket of cured wood excelsior in which 80 percent of the fibers are  
6-inches or longer.  The wood excelsior blanket shall be smolder-resistant without 
using additives. 

 
B.  Straw Blanket.  The straw blanket shall consist of a machine-produced, 100 percent 

weed-free, agricultural straw, certified by an accredited agency, in which 80 percent 
of the fibers are 3 inches or longer. 

 
C.  Straw and Coconut Blanket.  The straw and coconut blanket shall consist of a 

machine-produced blanket of 70 percent straw and 30 percent coconut fibers by 
weight in which 80 percent of the fibers are 3 inches or longer. 

 

 
EROSION CONTROL BLANKET 

TYPE ECB 1 ECB 2 ECB 3 ECB 4 

 Straw Wood Straw Wood 
Straw/Cocon

ut 
Wood Coconut Wood 

Material 
100% 
Straw 

100% 
Excelsior 

Fibers 

100% 
Straw 

100% 
Excelsior 

Fibers 

70% Straw 
and 

30% Coconut 
Fibers 

100% 
Excelsior 

Fibers 

100% 
Coconut 
Fibers 

100% 
Excelsior 

Fibers 

Fiber Length 80% 
Must be Greater 

Than 

3 
inches 

80%> 
6 inches 

3 
inches 

6 inches 3 inches 
80%> 

6 inches 
3 inches 

80%> 
6 inches 

Min Mass Per 
Unit Area 

ASTM D6475 

0.5 
lbs/sy 

0.51 
lbs/sy 

0.5 
lbs/sy 

0.51 
lbs/sy 

0.5 
lbs/sy 

0.69 
lbs/sy 

0.5 
lbs/sy 

0.88 
lbs/sy 

Min Thickness 
ASTM D6525 

0.25 
inch 

0.25 
inch 

0.25 
inch 

0.25 
inch 

0.25 
inch 

0.25 
inch 

0.25 
inch 

0.50 
inch 

Net Opening 
Minimum 

0.5x0.5 
inch 

0.75x0.75 
inch 

0.5x0.5 
inch 

0.75x0.75 
inch 

0.5x0.5 
inch 

0.75x0.75 
inch 

0.6x0.6 
inch 

0.75x0.75 
inch 

Max Shear Stress 
@ 0.50 inches soil 

loss 
ASTM D6460 

− 
1.50 

lbs/sy 
1.50 

lbs/sy 
1.75 

lbs/sy 
1.75 

lbs/sy 
2.0 

lbs/sy 
2.25 

lbs/sy 
2.25 

lbs/sy 

Slope Gradient 
Application 

≤3H:1V 
<3H:1V - 

2H:1V 
≤2H:1V 

2H:1V 
1.5H:1V 

≤1.5H:1V ≤1.5H:1V ≤1H:1V ≤1H:1V 

Net Backing 
Type 

Rapid 
Photodegradable 

Polypropylene 
Polypropylene Polypropylene 

Black UV 
Stabilized 

Polypropylene 

Functional 
Longevity 

≤ 3 months ≤ 12 months 12 to 24 months 
> 24 
months 

Min Machine 
Direction Tensile 

Strength 
50 lbs/ft 75 lbs/ft 100 lbs/ft 125 lbs/ft 
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ASTM D6818 

 
The information in this table has been derived from information obtained from the 
Erosion Control Technology Council.  All values must be within (+/-) 10 percent of the 
minimums shown on the table. 
 
U-shaped wire staples or metal geotextile pins shall be used to anchor the blanket(s) to 
the ground surface.  Wire staples shall be a minimum thickness of 8-gauge.  Metal pins 
shall be at least 0.20-inch diameter steel with 1½-inch steel at the head of the pin.  All 
anchors shall be between 6 to 18 inches long and have sufficient ground penetration to 
resist pulling out.  Longer anchors may be required for loose soils.  Heavier metal 
stakes may be required in rocky soils. 
 
205-2.5  BALE DITCH CHECKS.  Bale ditch checks shall be placed in ditches with 
slopes not exceeding 6 percent.  Bale ditch checks shall be constructed of wheat straw, 
oat straw, prairie hay, or brome grass hay that is free of weeds declared noxious by the 
North Dakota State Board of Agriculture. 

 
The stakes used to anchor the bales shall be made of hardwood material with the 
following minimum dimensions: 2 inches by 2 inches square (nominal) by 4 feet long. 
 
Twine shall be used to bind the bales.  The use of wire binding is prohibited because it 
does not biodegrade readily. 
 
205-2.6  ROCK CHECKS.  Rock checks shall be placed in ditches with slopes steeper 
than 6 percent.  Rock gradations and size shall be as specified in the plans or by the 
ENGINEER.   
 
205-2.7  STRAW WATTLES, 9-INCH DIAMETER.  Straw wattles shall consist of rice or 
wheat straw fibers as filler within a containment netting.  Filler shall be certified as 
weed-free.  Fibers must have an average length greater than 3 inches and shall contain 
ultraviolet inhibiters.  The strand thickness shall be no less than 0.030 inches, the knot 
thickness no less than 0.0555 inches, and the netting weight no less than 0.35 ounces 
per foot.  The entire wattle unit shall be sufficiently durable to withstand weather, 
construction, and installation conditions for at least 3 months, including multiple 
movements and reinstallations.  Wattles shall have a 9-inch diameter (1-inch tolerance) 
and a minimum unit weight of 1.6 pounds per square foot.  Wood posts of sufficient 
strength to withstand installation and weather shall be used for anchoring.  Stakes shall 
be wooden, 1⅛ inches thick by 30 inches long. 
 
205-2.8  STRAW WATTLES, 12-INCH DIAMETER.  Wattles shall consist of rice or 
wheat straw fibers as filler within a containment netting.  Filler shall be certified as 
weed-free.  Fibers must have an average length greater than 3 inches and shall contain 
ultraviolet inhibiters.  The strand thickness shall be no less than 0.035 inches, the knot 
thickness no less than 0.0555 inches, and the netting weight no less than 0.35 ounces 
per foot.  The entire wattle unit shall be sufficiently durable to withstand weather, 
construction, and installation conditions for at least 3 months, including multiple 
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movements and reinstallations.  Wattles shall have a 12-inch diameter (1-inch 
tolerance) and a minimum unit weight of 3.75 pounds per linear foot.  Wood posts of 
sufficient strength to withstand installation and weather shall be used for anchoring.  
Stakes shall be wooden, 1⅛ inches thick by 30 inches long.   
 
205-2.9  DRAINAGE STRUCTURE INLET FILTER.  The drainage structure inlet filter 
shall be the FLEXSTORM Inlet Filter manufactured by Inlet & Pipe Protection, Inc., or 
approved equivalent.  The inlet filter assembly frame shall be rigid steel and include an 
overflow feature designed to allow full flow of water into the structure if the filter bag is 
filled with sediment.  The inlet filter assembly bag shall be constructed of polypropylene 
fabric with a minimum flow rate of 145 gallons per minute per square foot, and designed 
for a minimum silt and debris capacity of 2 cubic feet. 
 
205-2.10  CONCRETE EROSION CONTROL BLANKET.  Prefabricated concrete 
erosion control blanket shall be Creflex 40F.  The concrete erosion control blanket shall 
be a minimum 40 pounds per square foot with 7-ounce geotextile fabric backing. 
Concrete used to fabricate the erosion control blanket shall have a compressive 
strength of 4,000 pounds per square inch. 
 
205-2.11  EROSION CONTROL BERM.  Inlet pipes shall be 6-inch PVC and coiled 
pipes shall be 6-inch perforated pipe.  Wire and/or twine shall be used to tie the pipe 
coils together.  Wooden stakes shall be used with a minimum length of 24 inches.  
Riprap shall consist of rocks with diameters of 9 to 12 inches placed on a woven fabric. 
 
205-3  CONSTRUCTION REQUIREMENTS 
 
205-3.1  GENERAL.  The CONTRACTOR shall furnish all labor, materials, and services 
necessary for and incidental to the completion of all work as shown on the drawings and 
specified herein.  All machinery and equipment owned or controlled by the 
CONTRACTOR shall be of sufficient size to meet the requirements of the work and 
shall produce satisfactory work.  All work shall be subject to the inspection and approval 
of the ENGINEER.  The CONTRACTOR shall employ at all times a sufficient force of 
workmen of such experience and ability that the work can be completed in a satisfactory 
and workmanlike manner. 
 
205-3.2  SILT FENCE WITH WIRE BACKING.  The CONTRACTOR shall be 
responsible to furnish and install silt fence with wire backing as directed by the 
ENGINEER to effectively control erosion and sedimentation.  The CONTRACTOR shall 
install and maintain silt fence with wire backing by the end of the work day upon 
notification by the ENGINEER.  The CONTRACTOR shall construct silt fences as 
presented in Standard Detail 205-3.  The reuse of silt fence materials without prior 
approval by the ENGINEER will not be allowed.   
 
The CONTRACTOR shall check the operation and maintenance of the silt fence each 
week and within 24 hours following rainfall events of 1/2 inch or more until final 
acceptance of the contract.  Rainfall shall be measured on site.  The CONTRACTOR 
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shall be responsible for all maintenance to silt fences.  Sediment shall be maintained in 
such a way that it does not exceed one-third of the silt fence height.   
 
The CONTRACTOR shall remove silt fences as directed by the ENGINEER.  This shall 
include the removal of wire backing, silt fence fabric, and all stakes.  All sediment 
accumulation shall be removed and all excavations shall be backfilled and properly 
compacted.  The site shall be graded to blend with the terrain, and all disturbed areas 
shall be seeded. 
 
205-3.3  WEIGHTED FIBER ROLL.  The CONTRACTOR shall be responsible to 
furnish and install weighted fiber rolls as directed by the ENGINEER to effectively 
control erosion and sedimentation.  The CONTRACTOR shall install and maintain 
weighted fiber rolls by the end of the work day upon notification by the ENGINEER.  
Approximately 3 to 6 inches shall be left between the weighted fiber rolls and the inlet.  
The ends shall overlap 12 inches.   
 
When silt is one-third the height of the roll, the CONTRACTOR shall remove and 
dispose of the silt and debris to allow the device to function properly.  The 
CONTRACTOR shall inspect the operation and maintenance of the weighted fiber roll 
each week and within 24 hours following rainfall events of 1/2 inch or more until final 
acceptance of the contract, incidental to the price bid for “Weighted Fiber Roll.”  Rainfall 
shall be measured on site.   

 
The CONTRACTOR shall remove fiber rolls as directed by the ENGINEER.  Removal 
shall include any size of fiber roll and shall include removal of all stakes.  All sediment 
accumulation shall be removed, and all excavations shall be backfilled and properly 
compacted.  The site shall be graded to blend with the terrain, and all disturbed areas 
shall be seeded. 
 
205-3.4  EROSION CONTROL BLANKET.  The CONTRACTOR shall be responsible to 
furnish and install erosion control blankets as directed by the ENGINEER to effectively 
control erosion and sedimentation.  The CONTRACTOR shall install and maintain 
erosion control blankets by the end of the work day upon notification by the ENGINEER. 
 
The area to be covered shall be properly prepared and seeded before the blanket is 
applied.  All rocks or clods over 1½ inches in diameter and all sticks and other foreign 
material shall be removed.  Blankets shall be rolled out in the direction of the flow.  
Blanket ends shall be overlapped by a minimum of 1 foot where additional rolls are 
needed.  When implementing multiple blankets, upstream/upslope blankets shall 
overlap downstream/downslope blankets.  Wire staples and metal pins shall be driven 
flush to the soil surface.   
 
The CONTRACTOR shall inspect the operation and maintenance of the erosion control 
blankets each week and within 24 hours following rainfall events of 1/2 inch or more 
until final acceptance of the contract.  Rainfall shall be measured on site.  Blankets 
damaged by construction operations shall be repaired by the CONTRACTOR and at the 
CONTRACTOR’s expense.  The area shall be restored to the proper contour, seeded 



SECTION 205 – EROSION AND SEDIMENT CONTROL 
 

 

205 - 7 
Rev. March 2019February 2021 

and fertilized, and re-covered with the same type of erosion control blanket as the one 
which was damaged. 
 
The CONTRACTOR shall allow erosion control blankets to degrade naturally, unless 
otherwise specified in plans or by the ENGINEER. 
 
205-3.5  BALE DITCH CHECKS.  The CONTRACTOR shall furnish and install bale 
ditch checks as directed by the ENGINEER to effectively control erosion in channels or 
ditches with slopes not exceeding 6 percent.  The CONTRACTOR shall install and 
maintain the bale ditch checks by the end of the work day upon notification by the 
ENGINEER. 
 
Bale ditch checks shall be placed perpendicular to the flow line of the ditch.  The ditch 
check shall extend far enough so that the ground level at the ends of the check is higher 
than the top of the lowest center bale.  This prevents water from flowing around the 
check.   
 
The following table provides bale ditch check spacing for given ditch grades. 
 

  Ditch Check Spacing 
 
 Ditch Grade    Check Spacing 
   (percent)      (feet)  
         <1.0        200 
 2.0         98  
 3.0         66  
 4.0         49  
 5.0         39  
 6.0         10  
         >6.0        Do not use bales 
 
Perpendicular to the ditch flow line, excavate a trench 6 inches deep and a bale's width 
wide.  Extend the trench in a straight line along the entire length of the proposed ditch 
check.  Place soil on the upstream side of the trench to save for later use.  Place the 
bales in the trench, making sure they are butted tightly.  Two stakes shall be driven 
through each bale along the centerline of the ditch check, approximately 6 to 8 inches in 
from the bale ends.  Stakes shall be driven a minimum of 18 inches into the ground. 

 
Once all the bales have been installed and anchored, place the excavated soil against 
the upstream side of the check and compact it.  The compacted soil shall be no more 
than 3 to 4 inches deep and shall extend upstream no more than 24 inches. 
 
The CONTRACTOR shall inspect the operation and maintenance of bale ditch checks 
each week and within 24 hours following rainfall events of 1/2 inch or more until final 
acceptance of the contract.  Rainfall shall be measured on site.  The CONTRACTOR 
shall be responsible for all maintenance to bale ditch checks.  Sediment shall be 
maintained in such a way that it does not exceed one-third of the bale height.   
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The CONTRACTOR shall remove bale ditch checks appropriately after all sediment-
producing areas have been stabilized.  All sediment accumulation at the barrier(s) shall 
be removed, and all excavations shall be backfilled and properly compacted.  The site 
shall be graded to blend with the terrain, and all disturbed areas shall be seeded. 
 
205-3.6  ROCK DITCH CHECKS.  The CONTRACTOR shall furnish and install rock 
ditch checks as directed by the ENGINEER to effectively control erosion in channels or 
ditches with slopes steeper than 6 percent.  The CONTRACTOR shall install and 
maintain the rock ditch checks by the end of the work day upon notification by the 
ENGINEER.  
 
Rock ditch checks shall be placed perpendicular to the flow line of the ditch.  The rock 
ditch check shall extend far enough that the ground level at the ends of the check is 
higher than the lowest point on the crest of the check.  This prevents water from flowing 
around the check.  The ditch check shall be 18 to 24 inches high with side slopes not 
steeper than 1:1.   
 
The following table provides rock ditch check spacing for given ditch grades. 
 

Rock Ditch Check Spacing 

Ditch Grade (Percent) Check Spacing (Feet) 

4.0 75 

5.0 60 

6.0 50 

7.0 45 

8.0 35 

9.0 33 

10.0 30 

 
The CONTRACTOR shall inspect the operation and maintenance of rock ditch checks 
each week and within 24 hours following rainfall events of 1/2 inch or more until final 
acceptance of the contract.  Rainfall shall be measured on site.  The CONTRACTOR 
shall be responsible for all maintenance to rock ditch checks.  Sediment shall be 
maintained in such a way that it does not exceed one-third of the rock height.   
 
The CONTRACTOR shall remove rock ditch checks upon stabilization of the site.  All 
sediment accumulated at the barrier(s) shall be removed, and all excavations shall be 
backfilled and properly compacted.  The site shall be graded to blend with the terrain.  
All disturbed areas shall be seeded following the removal of rock ditch checks. 
 
205-3.7  STRAW WATTLES (9-INCH AND 12-INCH DIAMETER).  The 
CONTRACTOR shall be responsible to furnish and install straw wattles as directed by 
the ENGINEER to effectively control erosion and sedimentation.  The CONTRACTOR 
shall install and maintain straw wattles by the end of the work day upon notification by 
the ENGINEER.   
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Trenches must be dug to a depth of 3 to 5 inches.  Lay the first straw wattle snug into 
the trench.  No daylight shall be seen under the wattles.  Pack soil from trenching 
against the wattle on the uphill side.  When installing running lengths of straw wattles, 
the second wattle shall be installed 9 to12 inches from the first wattle.  Do not overlap 
the ends.  Each wattle shall have a minimum of 3 stakes with additional stakes spaced 
at a minimum of one (1) every 3 feet.  Stakes shall not extend more than 2 inches 
above straw wattle. 
 
The following table provides maximum downslope spacing for various slopes. 
 

Maximum Spacing - Downslope 

9-Inch Diameter Straw Wattles 12-Inch Diameter Straw Wattles 

1:1 slopes = 10 feet apart 1:1 slopes = 10 feet apart 

2:1 slopes = 20 feet apart 2:1 slopes = 20 feet apart 

3:1 slopes = 30 feet apart 3:1 slopes = 30 feet apart 

4:1 slopes = 40 feet apart 4:1 slopes = 40 feet apart 

 
Adjustments may have to be made for the soil type with approval by the ENGINEER.  
For soft, loamy soils: adjust the rows closer together.  For hard, rocky soils: adjust the 
rows farther apart. 
 
The CONTRACTOR shall inspect the operation and maintenance of straw wattles each 
week and within 24 hours following rainfall events of 1/2 inch or more until final 
acceptance of the contract.  Rainfall shall be measured on site.  The CONTRACTOR 
shall be responsible for all maintenance to straw wattles.  Sediment shall be maintained 
in such a way that it does not exceed one-third of the straw wattle height.   
 
The CONTRACTOR shall remove straw wattles appropriately after all sediment-
producing areas have been stabilized, or as directed by the ENGINEER.  Removal shall 
include any size of straw wattle and shall include the removal of all stakes.  All 
sedimentation shall be removed, and all excavations shall be backfilled and properly 
compacted.  The site shall be graded to blend with the terrain, and all disturbed areas 
shall be seeded. 
 
205-3.8  DRAINAGE STRUCTURE INLET FILTER.  The CONTRACTOR shall be 
responsible to furnish and install drainage structure inlet filters as directed by the 
ENGINEER to effectively control erosion and sedimentation. 
 
The CONTRACTOR shall inspect the operation and maintenance of drainage structure 
inlet filters each week and within 24 hours following rainfall events of 1/2 inch or more 
until final acceptance of the contract.  Rainfall shall be measured on site.  The 
CONTRACTOR shall be responsible for all maintenance to drainage structure inlet 
filters.  Maintenance and Pperiodic cleaning of the filter shall be incidental.  Periodic 
removal and replacement due to large rain events may be required at the Engineer’s 
discretion and shall be considered incidental. 
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The inlet filter assembly shall remain in place until removal is directed by the 
ENGINEER and shall include the disposal of debris or silt that has accumulated in the 
bag.   
 
205-3.9  CONCRETE EROSION CONTROL BLANKETS.  The CONTRACTOR shall 
be responsible to furnish and install concrete erosion control blankets to line and grade 
as shown on the plans or as directed by the ENGINEER to effectively control erosion 
and sedimentation.  Each concrete erosion control blanket panel shall be butted against 
adjacent panels.  The inslopes shall be free of debris and dressed to a smooth, firm 
surface. 
 
Concrete erosion control blankets shall be anchored as follows: 
 

A.  A 6-inch loop is strung around the loops of two mats that are to be anchored 
together.  The 6-inch loop is strung through the eyehole of the anchor and 
clamped.  The driven depth of the anchor shall be 36 to 42 inches deep.  
Drive the anchor until the top side loops are pulled down into the soil.  This 
provides sufficient tension on the anchor, so if movement of the mats should 
occur, the anchor will turn and set itself. 

 
B.  Each concrete erosion control panel shall be tied together with each adjacent 

panel at a maximum of 8-foot spacing. 
 

The CONTRACTOR shall inspect the operation and maintenance of concrete erosion 
control blankets each week and within 24 hours following rainfall events of 1/2 inch or 
more until final acceptance of the contract.  Rainfall shall be measured on site.  The 
CONTRACTOR shall be responsible for all maintenance to concrete erosion control 
blankets. 
 
The CONTRACTOR shall remove concrete erosion control blankets appropriately after 
all sediment-producing areas have been stabilized or as directed by the ENGINEER.  
All sedimentation shall be removed and all excavations shall be backfilled and properly 
compacted.  The site shall be graded to blend with the terrain and all disturbed areas 
shall be seeded. 
 
205-3.10  EROSION CONTROL BERM.  The CONTRACTOR shall be responsible to 
furnish and install erosion control berms as directed by the ENGINEER to effectively 
control erosion and sedimentation at curb and road ends.  The CONTRACTOR shall 
construct erosion control berms as per Standard Detail 205-2. 
 
The CONTRACTOR shall inspect the operation and maintenance of erosion control 
berms each week and within 24 hours following rainfall events of 1/2 inch or more until 
final acceptance of the contract.  Rainfall shall be measured on site.  The 
CONTRACTOR shall be responsible for all maintenance to erosion control berms. 
 
The CONTRACTOR shall remove erosion control berms appropriately after all 
sediment-producing areas have been stabilized or as directed by the ENGINEER.  All 



SECTION 205 – EROSION AND SEDIMENT CONTROL 
 

 

205 - 11 
Rev. March 2019February 2021 

sedimentation shall be removed and all excavations shall be backfilled and properly 
compacted.  The site shall be graded to blend with the terrain, and all disturbed areas 
shall be seeded. 
 
 
205-4  MEASUREMENT AND PAYMENT 
 
205-4.1  SILT FENCE WITH WIRE BACKING.  Silt Fence With Wire Backing shall be 
measured by the linear foot (LF) based on one-time installations (i.e., repair and 
maintenance is incidental) and paid for at the unit price for “Silt Fence With Wire 
Backing” complete, in place, and accepted by the ENGINEER.   
 
205-4.2  WEIGHTED FIBER ROLL.  Weighted Fiber Roll shall be measured by the 
linear foot (LF) and paid for at the unit price for “Weighted Fiber Roll” complete, in place, 
and accepted by the ENGINEER 
 
205-4.3  EROSION CONTROL BLANKET TYPE 1.  Erosion Control Blanket Type 1 
shall be measured by the actual surface area covered to the nearest square yard 
complete, in place, and accepted by the ENGINEER.  No allowance will be made for 
overlaps and buried blankets or mats.  Staples or any other material required to place 
the material, as specified, will not be measured for payment but shall be included in the 
price for the pay item.  Material that is damaged, wasted, or not properly placed will not 
be measured for payment. 
 
205-4.4  EROSION CONTROL BLANKET TYPE 2.  Erosion Control Blanket Type 2 
shall be measured by the actual surface area covered to the nearest square yard 
complete, in place, and accepted by the ENGINEER.  No allowance will be made for 
overlaps and buried blankets or mats.  Staples or any other material required to place 
the material, as specified, will not be measured for payment but shall be included in the 
price for the pay item.  Material that is damaged, wasted, or not properly placed will not 
be measured for payment. 
 
205-4.5  EROSION CONTROL BLANKET TYPE 3.  Erosion Control Blanket Type 3 
shall be measured by the actual surface area covered to the nearest square yard 
complete, in place, and accepted by the ENGINEER.  No allowance will be made for 
overlaps and buried blankets or mats.  Staples or any other material required to place 
the material, as specified, will not be measured for payment but shall be included in the 
price for the pay item.  Material that is damaged, wasted, or not properly placed will not 
be measured for payment. 
 
205-4.6  EROSION CONTROL BLANKET TYPE 4.  Erosion Control Blanket Type 4 
shall be measured by the actual surface area covered to the nearest square yard 
complete, in place, and accepted by the ENGINEER.  No allowance will be made for 
overlaps and buried blankets or mats.  Staples or any other material required to place 
the material, as specified, will not be measured for payment but shall be included in the 
price for the pay item.  Material that is damaged, wasted, or not properly placed will not 
be measured for payment. 
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205-4.7  BALE DITCH CHECK.  Bale Ditch Checks shall be measured by the linear foot 
(LF), and paid for at the unit price bid for "Bale Ditch Checks" complete, in place, and 
accepted by the ENGINEER. 
 
205-4.8  STRAW WATTLES (9-INCH DIAMETER).  Straw Wattles (9-Inch Diameter) 
shall be paid for by the linear foot (LF) and paid for at the unit price bid for “Straw 
Wattles (9-Inch Diameter)” complete, in place, and accepted by the ENGINEER. 
 
205-4.9  STRAW WATTLES (12-INCH DIAMETER).  Straw Wattles (12-Inch Diameter) 
shall be paid for by the linear foot (LF) and paid for at the unit price bid for “Straw 
Wattles (12-Inch Diameter)” complete, in place, and accepted by the ENGINEER. 
 
205-4.10  FIBER ROLL REMOVAL.  Fiber Roll Removal shall be measured by the 
linear foot (LF) and paid for at the unit price bid for “Fiber Roll Removal” complete and 
accepted by the ENGINEER. 
 
205-4.11  SILT FENCE REMOVAL.  Silt Fence Removal (Wired and Regular) shall be 
measured by the linear foot (LF) and paid for at the unit price bid for “Silt Fence 
Removal” complete and accepted by the ENGINEER. 
 
205-4.12  DRAINAGE STRUCTURE INLET FILTER.  Drainage Structure Inlet Filter 
shall be measured on an individual unit basis (EA) and be paid for at the unit price bid 
for “Drainage Structure Inlet Filter” complete, in place, and accepted by the ENGINEER 
 
205-4.13  CONCRETE EROSION CONTROL BLANKET.  Concrete Erosion Control 
Blanket shall be measured by the square yard (SY) and paid for at the unit price bid for 
"Concrete Erosion Control Blanket" complete, in place, and accepted by the 
ENGINEER.  Anchors and installation shall be included in bid for concrete erosion 
control blanket. 
 
205-4.14  EROSION CONTROL BERM.  Erosion Control Berm shall be measured by 
each (EA) and paid for at the unit price bid for "Erosion Control Berm" complete, in 
place, and accepted by the ENGINEER.  This item to include all items shown on 
Standard Detail 205-2. 
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 SECTION DIVISION 300 

 

 BASE COURSES 

 

SECTION 301 – SAND SUBBASE 

 

301-1  DESCRIPTION 
 
This item shall consist of sand subbase course constructed on a prepared subgrade or 
underlying course in accordance with these specifications and in conformity with the 
dimensions and typical cross section shown on the plans and with the lines and grades 
established by the ENGINEER. 
 
301-2  MATERIALS 

 
The sand to be furnished under this item shall conform to Subsection 501-2.5 of these 
specifications. 
 
301-3  CONSTRUCTION REQUIREMENTS 

 
Sand subbase shall be placed, spread, shaped, and compacted prior to the placement 
of the pavement, sidewalk, curb and gutter, etc.  The sand subbase shall be compacted 
by at least 2 complete passes over the entire width of the forms by a vibratory 
compactor.  Immediately prior to concrete placement, the sand subbase shall be 
regraded and watered thoroughly to produce a uniform wet appearance. 
 
301-4  MEASUREMENT AND PAYMENT 

 
301-4.1  SAND SUBBASE.  Sand Subbase shall be measured by the ton and paid for 
at the unit price bid for "Sand Subbase."  Water used as specified above shall be 
considered incidental to the "Sand Subbase" item, and separate payment shall not be 
made for watering. 
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SECTION 302 – AGGREGATE BASE AND AGGREGATE SURFACE 
 
302-1  DESCRIPTION 
 
This item shall consist of aggregate base and aggregate surface composed of crushed, 
partially crushed, or uncrushed coarse aggregate bonded with either soil or fine 
aggregate or both.  It shall be constructed on a prepared underlying course in 
accordance with these specifications and shall conform to the dimensions and typical 
cross section shown on the plans and with the lines and grades established by the 
ENGINEER. 
 
302-2  MATERIALS 
 
It shall be the responsibility of the CONTRACTOR to furnish material which, when 
compacted, will support the construction equipment without showing signs of 
displacement.   
 
302-2.1  GRADATION.  The gradation of the aggregate base and aggregate surface 
material shall meet the requirements of the gradations given in the following table when 
tested in accordance with ASTM C136. 
 

Square Mesh Sieve 
Size 

Percent By Weight 
Passing 

Percent By Weight 
Passing 

 Class 5 Aggregate 
Base 

Class 13 Aggregate 
Surface 

1” 100 100 

3/4“ 90-100 70-100 

No. 4 35-70 38-75 

No. 8 - 22-62 

No. 30 16-40 12-45 

No. 40 - - 

No. 200 4-10 7-15 

P.I. - - 

L.L. - - 

% Shale & Rock in 
Total Sample 

12 12 

% L.A. Abrasion Loss 50 (max.) 50 (max.) 

% Fractured Faces 10 (min.) 10 (min.) 

 
 
The maximum allowable plasticity index (PI) of aggregate shall be based on the material 
gradation and computed by the following formula: 
 
 Max PI = 10-(percent passing the No. 40 sieve ÷ 10) 
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The gradations in the table represent the limits which shall determine suitability of 
aggregate for use from the sources of supply.  The final gradations decided on within 
the limits designated in the table shall be well graded from coarse to fine and shall not 
vary from the low limit on one sieve to the high limit on the adjacent sieves, or vice 
versa. 
 
The selection of any of the gradations shown in the table shall be such that the 
maximum size aggregate used in any course shall not be more than two-thirds the 
thickness of the layer of the course being constructed. 
 
The source from which the CONTRACTOR proposes to furnish this base material shall 
be approved prior to hauling to the project. 
 
Testing for gradation shall be performed once per 1,000 tons, with a maximum of one 
test per day, each test shall consist of three samples, with the final result based on the 
average of the three samples. Testing for other properties in the above table shall be 
performed once every 10,000 tons. 
 
Sampling of the final aggregate base and aggregate surface material shall be performed 
by an independent testing laboratory approved by the ENGINEER to test the 
composition of the mixtures, the mineral aggregates, and the in-place density of the 
mixture.  Approval or disapproval of the material and reasons therefor will be by written 
order to the CONTRACTOR over the signature of the CITY ENGINEER. 
 
302-2.2  BLENDED BASE.  This item shall consist of a uniformly blended material 
containing up to 50 percent recycled asphalt by volume with up to 100 percent crushed 
concrete or Class 5 aggregate. Blended base shall be constructed on a prepared 
subgrade in conformity with the dimensions and typical section shown on the plans.  
Blended base shall meet gradation as per Section 302.  The blended base shall be 
deposited, spread, and shaped so the moist and compacted course conforms to the 
required grade and cross section.  The desired degree of compaction will be acceptable 
when the surface is tightly bound and shows no rutting or displacement under the roller 
operations.  
 
General.  All final combined materials (i.e., blended base) shall meet the following 
requirements: 
 

Percent by Weight Passing 
Sieve Size for Blended Base 

1½“ 100 

1” 90-100 

No. 4 35-85 

No. 30 16-50 

No. 200 0.0-12 
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302-2.3  MILLING MATERIAL PATCHING.  Where an asphalt patch is required, the 
milling material salvaged on site may be used in conjunction with stabilized gravel base 
for backfill in areas of subgrade failures.  The milling material in excess of 4 inches by 4 
inches will not be allowed for backfilling.  In areas where there are no subgrade failures, 
the milling material shall be stockpiled at locations in need of this material as directed by 
the ENGINEER.   
 
302-3  CONSTRUCTION REQUIREMENTS 
 
302-3.1  OPERATIONS IN PITS AND QUARRIES.  All work involved in clearing and 
stripping pits and quarries, including handling of unsuitable material, shall be performed 
by the CONTRACTOR.  All material shall be handled in a manner that shall secure a 
uniform and satisfactory base product.  The base course material shall be obtained from 
sources that have been approved.  These operations shall be the responsibility of the 
CONTRACTOR at no additional cost. 
 
302-3.2  EQUIPMENT.  All equipment necessary for the proper construction of this work 
shall be on the project in proper working condition and approved by the ENGINEER 
before construction is permitted to start. 
 
302-3.3  PREPARING UNDERLYING COURSE.  The underlying course shall be 
checked and accepted by the ENGINEER before placing and spreading operations are 
started.  Any ruts or soft, yielding places due to improper drainage conditions, hauling, 
or any other cause shall be corrected and rolled to the required density before the base 
course is placed thereon. 
 
Grade control between the edges of the pavement shall be accomplished by grade 
stakes, steel pins, or forms placed in lanes parallel to the centerline of the pavement at 
intervals sufficiently close that string lines or check boards may be placed between 
stakes, pins, or forms. 
 
To protect the underlying course and to ensure proper drainage, the spreading of the 
base shall begin along the centerline of the subgrade on a crowned section or on the 
high side of the subgrade with a one-way slope. 
 
302-3.4  METHODS OF PRODUCTION 
 
(a)  Plant Mix.  When provided for in the proposal, or when selected by the 
CONTRACTOR and approved by the ENGINEER, the aggregate base and aggregate 
surface material shall be uniformly blended or mixed in an approved plant.  The mixing 
plant shall include bins for storing and batching of the aggregate, pump and tanks for 
water, and batch mixers of either the pugmill or drum type.  All mineral aggregates shall 
be batched into a mixer by weight. The agitation shall be such that a thorough 
dispersion of moisture is obtained. The size of the batch and the time of mixing shall be 
fixed by the ENGINEER and shall produce the results and requirements specified.  The 
base course material produced by combining two or more materials from different 
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sources shall be mixed in a mixing plant described herein.  The mixture material shall 
be at a satisfactory moisture content to obtain maximum density. 
 
(b)  Travel Plant.  When the use of a travel plant is allowed, the plant shall blend and 
mix the materials to meet these specifications.  It shall accomplish a thorough mixing in 
one trip.  The agitation shall be such that the dispersion of the moisture is complete.  
The machine shall move at a uniform rate of speed, and this speed shall be regulated to 
fix the mixing time.  If a windrow-type of travel plant is employed for mixing, the 
aggregate shall be placed in windrows parallel to the pavement centerline.  The 
windrow volume shall be sufficient to cover exact areas planned.  The windrow contents 
shall produce a mixture of the required gradation and bonding qualities.  If a travel plant 
is used which is of the type that mixes previously spread aggregates in place, the 
material shall have been spread in such thickness and proportions as may be handled 
by the machine to develop a base course of the thickness of each layer and of the 
gradation required.  With either type of equipment, the mixed material shall be at 
satisfactory moisture content to obtain the maximum density. 
 
(c)  Proportioning or Blending in Place.  When the aggregate base and aggregate 
surface materials are to be proportioned and mixed or blended in place, the different 
layers shall be placed and spread with the relative proportions of the components of the 
mixture being designated by the ENGINEER.  The aggregate base shall be deposited 
and spread evenly to a uniform thickness and width.  Then the binder or filler shall be 
deposited and spread evenly over the first layer.  There shall be as many layers of 
materials added as the ENGINEER may direct to obtain required gradation and layer 
thickness.  When the required amount of material has been placed, they shall be 
thoroughly mixed and blended by means of approved graders, discs, harrows, rotary 
tillers, or a machine capable of combining these operations, supplemented by other 
suitable equipment, if necessary.  The mixing shall continue until the mixture is uniform 
throughout and accepted by the ENGINEER.  Areas of segregated material shall be 
corrected by the addition of needed material and by remixing.  Water shall be uniformly 
applied, prior and during the mixing operation, if necessary, to maintain the material at 
the proper moisture content.  When the mixing and blending have been completed, the 
material shall be bladed and dragged, if necessary, until a smooth uniform surface is 
obtained, true to line and grade. 
 
(d)  Materials of Proper Gradation.  When the entire aggregate base and aggregate 
surface material from coarse to fine is secured in a uniform and well graded condition 
and contains approximately the proper moisture, such approved material may be 
handled directly to the spreading equipment.  The material may be obtained from gravel 
pits, stockpiles, or produced from a crushing and screening plant with the proper 
blending.  The materials from these sources shall meet the requirements for gradation, 
quality, and consistency.  The intent of this section of these specifications is to secure 
materials that will not require further mixing.  The base material shall be at satisfactory 
moisture content to obtain maximum density.  Any minor deficiency or excess of 
moisture may be corrected by surface sprinkling or by aeration.  In such instances some 
mixing or manipulation may be required immediately preceding the rolling to obtain the 
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required moisture content.  The final operation shall be blading or dragging, if 
necessary, to obtain a smooth uniform surface true to line and grade. 
 
 
302-3.5  METHODS OF SPREADING.   
 
(a)  The aggregate base and aggregate surface material that is correctly proportioned or 
has been processed in a plant shall be placed on the prepared underlying course and 
compacted in layers of the thickness shown on the plans.  The depositing and 
spreading of the material shall commence where designated and shall progress 
continuously without breaks.  The material shall be deposited and spread in lanes in a 
uniform layer and without segregation of size to such loose depth that, when 
compacted, the layer shall have the required thickness. Hauling over the uncompacted 
base course or subgrade shall not be permitted. 
 
(b)  The aggregate base and aggregate surface material that has been processed in a 
traveling plant or mixed and blended in place shall be spread in a uniform layer of 
required depth and width and to the typical cross section.  The spreading shall be by a 
self-powered blade grader, mechanical spreader, or other approved method.  In 
spreading, care shall be taken to prevent cutting into the underlying layer.  The material 
shall be bladed until a smooth, uniform surface is obtained, true to line and grade. 
 
(c)  The aggregate base and aggregate surface shall be constructed in a layer not more 
than 9 inches of compacted thickness.  The aggregate as spread shall be of uniform 
grading with no pockets of fine or coarse materials.    Any necessary sprinkling shall be 
kept within 2,000 square yards in advance of the rolling.   
 
When more than one layer is required, the construction procedure described herein 
shall apply similarly to each layer. 
 
Tests shall be made to determine the maximum density and the proper moisture content 
of the base material, and this information will be available to the CONTRACTOR and 
ENGINEER.  The base material shall be at a satisfactory moisture content when rolling 
is started, and any minor variation prior to or during rolling shall be corrected by 
sprinkling or by aeration, if necessary. 
 
During the mixing and spreading, sufficient caution shall be exercised to prevent the 
incorporation of subgrade, subbase, or shoulder material in the base course mixture. 
 
302-3.6  FINISHING AND COMPACTING.  While spreading, the aggregate shall be 
thoroughly compacted by rolling.  The rolling shall progress gradually from the sides to 
the center of the lane under construction, or from one side toward previously placed 
material by lapping uniformly each preceding rear wheel track by one-half the width of 
such track.  Rolling shall continue until the entire area of the course have been rolled by 
the rear wheels.  The rolling shall continue until the aggregate is thoroughly set, the 
interstices of the material reduced to a minimum, and until creeping of the material 
ahead of the roller is no longer visible.  Rolling shall continue until the aggregate base 
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and aggregate surface material has been compacted to not less than 95 percent of the 
maximum dry density at optimum moisture as determined by the compaction control 
tests specified in ASTM D1557 with a moisture content falling within plus or minus 3 
percentage points of optimum moisture content.  The compaction control tests for this 
section are based on one (1) individual compaction test per 1,500 square yards of area.  
The CONTRACTOR shall be responsible for all retesting of failing tests.  Blading and 
rolling shall be done alternately as required or directed to obtain a smooth, even, and 
uniformly compacted base. 
 
The course shall not be rolled when the underlying course is soft or yielding or when the 
rolling causes undulation in the base course.  When the rolling develops irregularities 
that exceed 1/2 inch when tested with a 16-foot straightedge, the irregular surface shall 
be loosened, refilled with the same kind of material as that used in constructing the 
course, and rolled again as required. 
 
In areas inaccessible to rollers, the aggregate base and aggregate surface material 
shall be tamped thoroughly with approved mechanical tampers. 
 
The sprinkling during rolling, if necessary, shall be in the amount and by equipment 
approved by the ENGINEER. 
 
302-3.7  PROOF ROLL.  Before preparations begin for application of a surface 
treatment or for a surface course, the CONTRACTOR shall proof roll the base, under 
the supervision of the ENGINEER.  The proof roll shall be performed with a minimum 
gross weight of 44,000 lbs. on a tandem axle truck with four tires per rear axle.  Any 
failing areas in the base shall be the responsibility of the CONTRACTOR to remove and 
replace, at the discretion of the ENGINEER. 
 
302-3.8  SURFACE TEST.  After the course has been completely compacted, the 
surface shall be tested for smoothness and accuracy of grade and crown.  Any portion 
lacking the required smoothness or failing in accuracy of grade or crown shall be 
scarified, reshaped, recompacted, and otherwise manipulated as the ENGINEER may 
direct until the required smoothness and accuracy are obtained.  The finished surface 
shall not vary more than 1/2 inch from a 16-foot straightedge when applied to the 
surface parallel with and at right angles to the centerline. 
 
302-3.9  THICKNESS.  The thickness of the aggregate base and aggregate surface 
shall be determined by depth tests or cores taken at intervals in such manner that each 
test shall represent no more than 300 square yards.  When the base deficiency is more 
than 1/2 inch, the CONTRACTOR shall correct such areas by scarifying, adding 
satisfactory base mixture, rolling, sprinkling, reshaping, and finishing in accordance with 
these specifications.  The CONTRACTOR shall replace at its expense the base material 
where borings have been taken for test purposes. 
 
302-3.10  PROTECTION.   Placement of the aggregate base and aggregate surface 
shall not take place during freezing temperatures nor when the subgrade is wet.  When 
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the aggregates contain frozen materials or when the underlying course is frozen, the 
construction shall be stopped. 
 
Hauling equipment may be routed over completed portions of the aggregate base and 
aggregate surface, provided no damage results, and provided that such equipment is 
routed over the full width of the base course to avoid rutting or uneven compaction.  
However, the ENGINEER in charge shall have full and specific authority to stop all 
hauling over completed or partially completed base course when in his opinion such 
hauling is causing damage.  Any damage resulting to the base course from routing 
equipment over the base course shall be repaired by the CONTRACTOR at its own 
expense. 
 
302-3.11  MAINTENANCE.  Following the completion of the aggregate base and 
aggregate surface, the CONTRACTOR shall perform all maintenance work necessary 
to keep the aggregate base and aggregate surface in a condition satisfactory for 
priming.  After priming, the surface shall be kept clean and free from foreign material.  
The base course shall be properly drained at all times.  If cleaning is necessary, or if the 
prime coat becomes disturbed, any work or restitution necessary shall be performed at 
the expense of the CONTRACTOR. 
 
If, during the curing period, the surface of the base dries to the extent that it becomes 
dusty with consequent loss of binder, it shall be kept moist by sprinkling until such time 
as the prime coat is applied as directed. 
 
302-3.12  TRUCK SCALES.  The aggregate base and aggregate surface shall be 
weighed on approved scales furnished by the CONTRACTOR or on public scales at the 
CONTRACTOR's expense.  Scales shall be inspected for accuracy and sealed as often 
as the ENGINEER deems necessary. 
 
302-4  MEASUREMENT AND PAYMENT 
 
302-4.1  CLASS 5 AGGREGATE BASE.  Class 5 Aggregate Base shall be measured 
by the ton (TON) in place and paid for at the unit price bid for “Class 5 Aggregate Base.”  
This price shall be full compensation for furnishing all materials and for all operations, 
hauling, and placing of these materials and for all labor, equipment, tools, and 
incidentals necessary to complete this item. 
 
302-4.2  CLASS 13 AGGREGATE SURFACE.  Class 13 Aggregate Surface shall be 
measured by the ton (TON) in place and paid for at the unit price bid for “Class 13 
Aggregate Surface.”  This price shall be full compensation for furnishing all materials 
and for all operations, hauling, and placing of these materials and for all labor, 
equipment, tools, and incidentals necessary to complete this item. 
 
302-4.3  BLENDED BASE.  Blended Base shall be measured by the cubic yard (CY) in 
place and paid for at the unit price bid for “Blended Base.” 
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The price shall include supplying recycled asphalt, Class 5 aggregate, crushed 
concrete, blending, gradation testing, loading, hauling, and placing of the material and 
for all labor, equipment, tools, and incidentals necessary to complete the item. 
 
302-4.3A  BLENDED BASE.  Blended Base shall be measured by the ton (TON) in 
place and paid for at the unit price bid for “Blended Base.” 
 
The price shall include supplying recycled asphalt, Class 5 aggregate, crushed 
concrete, blending, gradation testing, loading, hauling, and placing of the material and 
for all labor, equipment, tools, and incidentals necessary to complete the item. 
 
302-4.4  MILLING MATERIAL PATCHING.  The milling material for patches shall be 
measured in place and paid for by the ton (TON) at the unit price bid for "Milling Material 
Patching.” 
 
302-4.5  WATERING.  Water used under this item shall be in accordance with and paid 
for under Section 203. 
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 SECTION DIVISION 400 
 
 FLEXIBLE PAVEMENT 
 
 
SECTION 401 – ASPHALTIC CONCRETE PAVEMENT 
 
401-1 DESCRIPTION 
 
This item shall consist of an AC patch, leveling, base course and/or surface course 
composed of mineral aggregate and bituminous material, mixed in a central mixing plant 
and placed on a prepared subgrade, aggregate base or AC base course in accordance 
with these specifications and in conformity with the dimensions and typical cross 
sections shown on the plans and with the lines and grades established by the 
ENGINEER. 
 
The AC base course shall be constructed as shown on the plans in lifts not to exceed 3 
inches in thickness.  The AC patch, leveling, and/or surface course shall be constructed 
as shown on the plans in lifts not to exceed 2½ inches in thickness.  The maximum lift 
thickness will be waived if the CONTRACTOR is able to demonstrate by means of a test 
section that compaction, texture, and surface tolerance can be obtained for a thicker lift.  
If the result of the test is satisfactory, the ENGINEER will authorize the CONTRACTOR 
in writing to construct the thicker lift. 
 
All NDDOT tests per this specification shall follow the NDDOT Field Sampling and 
Testing Manual with the following exceptions: all testing procedures shall be done by an 
independent testing laboratories per Section 104 and testing frequency shall be as 
described in the following specifications. 
 
401-2 MATERIALS 
 
401-2.1  AGGREGATE.  The aggregate shall consist of crushed stone, crushed gravel, 
gravel, sand gravel, sand, crushed sand, or other natural granular and approved 
material which has essentially the same qualities and meets all requirements when 
combined within the limits for gradation. 
 
The aggregate shall be tough, durable, sound, and shall consist of angular fragments 
reasonably uniform in density and quality.  The aggregate shall be free of soil, roots, 
and other organic matter.  The physical characteristics and quality of the materials shall 
be conditionally approved by the ENGINEER, in stockpile, at the plant site. 
 
Aggregate (fine and coarse) shall be sampled in accordance with NDDOT ND T 27 for 
Sieve Analysis of Fine and Coarse Aggregate and NDDOT ND T 11 for Materials Finer 
than No. 200 Sieve in Mineral Aggregates by Washing. 
 
The final gradations decided on within the limits designated in the table shall be well 
graded from coarse to fine and shall not vary from the low limit on one sieve to the high 
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limit on the adjacent sieves or vice versa. Aggregate shall meet the following 
requirements. 
 
 

Sieve Size 
1/2 Inch Nominal Maximum 

Aggregate Size1 Percent Passing 

Min. Max. 

5/8 Inch 100 100 

1/2 Inch 90 100 

#4 40 70 

#30 15 35 

#200 2.0 7.0 
1Nominal aggregate size is defined as one (1) sieve size 
larger than the first sieve to retain more than ten percent. 

 

Test Method Test Name Criteria 

NDDOT ND T 176 
Plastic Fines in Graded Aggregates and Soils by 

Use of the Sand Equivalent Test 
40% min. 

NDDOT ND D 
4791 

Test Method for Flat Particles, Elongated 
Particles, or Flat Elongated Particles in Coarse 

Aggregate 
10% max. 

AASHTO T 96 
Standard Method of Test for Resistance to 

Degradation of Small-Size Coarse Aggregate by 
Abrasion and Impact in the Lox Angeles Machine 

40% max. 

NDDOT ND T 113 Lightweight Pieces in Virgin Aggregate 5.0% max. 

 
401-2.2  BITUMINOUS MATERIAL.  Unless otherwise specified, the bitumen shall be 
PG 58-28 or PG 58S-28 performance-graded asphalt cement or as approved by the 
ENGINEER.  A certificate of asphalt cement material shall be submitted for each 
mixture supplied, for each load of asphalt cement delivered to the hot mix plant. 
 
The percent by weight for the bituminous material shall be within the limits given.  The 
bituminous content of the mixture shall be calculated on a percentage basis by weight of 
the total mix. The percentage of bituminous material by weight to be added to the 
aggregate shall be on the basis of preliminary laboratory tests and field sieve analysis. 
 
The asphalt cement shall conform to ASTM D946 and shall be mixed at a temperature 

falling within the range of 250°F to 325°F. 
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401-2.3  SUPERPAVE MIX PROPERTIES 
 
The superpave mix properties shall meet the following requirements. The fine aggregate 
angularity (FAA) shall be based on the designation of the bid item. 
 

Property FAA 40 FAA 41 FAA 42 FAA 43 FAA 44 FAA 45 

Fractured Particles in 
Coarse Aggregate 
Angularity (min) 

75% 75% 75% 75% 85% 85% 

Fine Aggregate 
Angularity (min) 

40% 41% 42% 43% 44% 45% 

Gyratory Effort, # of 
Gyrations 

Nini = 7, Ndes = 75, Nmax = 115 

Voids filled with Bitumen 65-78% 65-78% 65-78% 65-78% 65-75% 65-75% 

%Gmm @ Nini (max) 90.5% 90.5% 89% 89% 89% 89R 

 

Methods for Determining Superpave Mix Properties 

Test Method Property 

NDDOT 4 
Fractured Particles in Coarse 

Aggregate Angularity 

NDDOT ND T 304 Fine Aggregate Angularity 

AASHTO R 35 Gyratory Effort, # of Gyrations 

AASHTO M 323, 
NDDOT T 166 

Voids filled with Bitumen 

AASHTO M 323, 
NDDOT T 166 

%Gmm @ Nini 

 
401-2.3  RECYCLED ASPHALT PAVEMENT.  Bituminous mixture shall allow 
reclaimed or recycled asphalt pavement (RAP) up to 20 percent of the mixture.  A  mix 
design shall be submitted for approval prior to use of each mixture supplied for the 
project.  At least 70 percent of the total asphalt binder in the AC surface course shall be 
virgin material.  Maximum particle size on RAP introduced into the cold feed shall be 1½ 
inches.  Undesirable particles such as joint sealant or marking tape shall be removed 
from the pavement.  The quantity of the asphalt binder in RAP, incorporated into the 
mix, will be included in the quantity of asphalt binder used.  Any cost for virgin oil shall 
be included in the bid price of the mixture. 
 
401-2.4  MIX DESIGN.  The CONTRACTOR shall submit, for the ENGINEER's written 
approval, a mix design for each mixture to be supplied for the project a minimum of 10 
calendar days before beginning paving operations.  The mix design with the allowable 
tolerances shall be within the master range specified for the particular type of 
bituminous material.  The job mix formula for each mixture shall establish a single 
percentage of aggregate passing each required sieve size and a single percentage of 
bituminous material to be added to the aggregate. 
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When making the blend determinations for the mix design, the average of the 
production samples vales for each sieve from each stockpile shall be used. 
 
The mix design shall be based on the criteria specified in the following table and 
developed in accordance with the standards outlined below. 
 

Test Method Property/ Criteria 

AASHTO M 323 
NDDOT ND T 166 

Voids in Mineral Aggregate 
14.0 min. for 1/2 inch nominal 

maximum aggregate 

AASHTO M 323 
NDDOT ND T 166 

% Gmin @ Nmax 98.0 Maximum 

AASHTO M 323 
NDDOT ND T 166 

Dust/Effective Asphalt Ration 
0.6 – 1.3 (AC Surface coarse) 

0.6 – 1.4 (AC Base coarse) 

AASHTO T 283 
AASHTO R 30 

Desired Moisture Sensitivity, 
min. % Strength Retention1, 2 70 @ 7.0 ± 1% Air Voids 

Determined by ND 
DOT mix design 

program 

Asphalt Film Tickness1 
(microns) 

7.5 – 13 

1Desired value, the Department will make a final determination based on the mix design 
2Only required when specified on the Plans 

 

Test Method Test Name 

NDDOT ND T 312 
Preparing and Determining the Density of Hot Mix Asphalt 
(HMA) specimens by Means of the Superpave Gyratory 
Compactor 

AASHTO R 35 Practice for Superpave Volumetric Design for Hot Mix Asphalt 

AASHTO R 30 Mix Conditioning of Hot Mix Asphalt (HMA) 

AASHTO M 323 Specification for Superpave Volumetric Mix Design 

NDDOT ND T 166 
Bulk Specific Gravity of Compacted Bituminous Mixtures using 
Saturated Surface-Dry Specimens 

NDDOT ND T 209 
Theoretical Maximum Specific Gravity and Density of Hot Mix 
Asphalt 
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The tabulated composition limits shall govern, but a closer control appropriate to the job 
materials will be required for the specific project in accordance with the established mix 
design.  The following mix design tolerances shall be applied to the mix design to 
establish a target value control limit.   
 

Test/Assessment 
Test Target Value 

Control Limit 

Asphalt cement (based on totalizer reading) ±0.30 

NDDOT ND T 11 
and ND T 27 

Sieve Analysis of Fine and Coarse 
Aggregates (control Sieves)  

1/2 Inch ±6 

#4 ±6 

#30 ±5 

#200 ±2.0 

NDDOT ND T 209 
and ND T 166 

Percent Air Voids 2% to 6% 

NDDOT ND T 113 Lightweight Pieces in Virgin Aggregate 
Not more than the 
maximum specified 

NDDOT 4 
Fractured Particles in Coarse Aggregate 
Angularity 

Not less than the 
minimum specified 

NDDOT ND T 304 Fine Aggregate Angularity 
Not less than the 
minimum specified 

NDDOT ND D 4791 
Test Method for Flat Particles, Elongated 
Particles, or Flat Elongated Particles in 
Coarse Aggregate 

Not more than the 
maximum specified 

NDDOT ND T 176 
Plastic Fines in Graded Aggregates and 
Soils by Use of the Sand Equivalent Test 

Not less than the 
minimum specified 

 
Should a change be made in sources of materials, a new mix design shall be 
established prior to any new materials being used.  Should unsatisfactory results or 
unforeseen conditions make it necessary, a new mix design may be established at the 
discretion of the ENGINEER. 
 
The mix design for each mixture shall be in effect until modified in writing by the 
ENGINEER. 
 
The aggregate shall be accepted in stockpile at the plant site.  The bituminous material 
shall be conditionally accepted at the source.  The plant mixed material shall be 
accepted after blending and mixing at the plant. 
 
When directed by the ENGINEER, the gradation of aggregates for AC leveling course, 
1-inch or less in thickness, shall have of 100 percent passing the 1/2-inch sieve. 
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401-4  EQUIPMENT 
 
401-4.1  EQUIPMENT AND ORGANIZATION.  All methods and equipment tools, 
plants, and machinery used for handling materials and executing any part of the work 
shall be subject to the approval of the ENGINEER before the work is started.  If 
unsatisfactory, they shall be changed and improved as required. 
 
401-4.2 BITUMINOUS MIXING PLANT.  GENERAL.  Adequate storage space shall be 
provided to prevent intermingling of the stockpiles containing separated aggregate sizes 
until the aggregates are delivered into the plant.  The various units of the plant shall be 
designed and coordinated to permit uniform, uninterrupted production under normal 
operating conditions.  The plant shall be provided with means for readily obtaining 
representative samples and for calibrating and checking the proportions of each 
ingredient used in the mixture. 
 
(a)  Requirements for all Plants.  Mixing plants shall be of sufficient capacity and 
coordinated to adequately handle the proposed bituminous construction. 
 
(1)  Plant Scales.  Scales shall be accurate to within 0.5 percent of the required 
maximum load.  Poises shall be designated to be locked in any position to prevent 
unauthorized change of position.  In lieu of plant and truck scales, the CONTRACTOR 
may provide an approved automatic printer system to print the weights of the material 
delivered, provided the system is used in conjunction with an approved automatic 
batching and mixing control system.  Such weights shall be evidenced by a weigh ticket 
for each load.  Scales shall be inspected and sealed as often as the ENGINEER may 
deem necessary to assure their continued accuracy.  The CONTRACTOR shall have on 
hand not less than ten (1) 50-pound weights for testing the scales. 
 
(2)  Equipment for Preparation of Bituminous Material.  Tanks for the storage of 
bituminous material shall be equipped to heat and hold the material at the required 
temperatures.  Heating shall be accomplished by steam coils, electricity, or other 
approved means so that flame(s) will not contact the tank.  The circulating system for 
the bituminous material shall be designed to assure proper and continuous circulation 
during the operating period.  Provision shall be made for measuring and sampling 
storage tanks. 
 
(3)  Feeder for Dryer.  The plant shall be provided with accurate mechanical means for 
uniformly feeding the aggregate into the dryer to obtain uniform production and 
temperature. 
 
(4)  Dryer.  The plant shall include a dryer(s) which continuously agitates the aggregate 
during the heating and drying process. 
 
(5)  Screens.  Plant screens, capable of screening all aggregate to the specified sizes 
and proportion and having normal capacities in excess of the full capacity of the mixer, 
shall be provided. 
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(6)  Bins.  The plant shall include storage bins of sufficient capacity to supply a mixer 
operating at full capacity.  Bins shall be arranged to assure separate and adequate 
storage of appropriate fractions of the mineral aggregates.  When used, separate dry 
storage shall be provided for filler or hydrated lime, and the plant shall be equipped to 
feed such material into the mixer.  Each bin shall be provided with overflow pipes of 
such size and at such location to prevent backup of material into other compartments or 
bins.  Each compartment shall be provided with its own individual outlet gate 
constructed so as to prevent leakage.  The gates shall cut off quickly and completely.  
Bins shall be so constructed that samples may be obtained readily.  Bins shall be 
equipped with adequate telltale devices which indicate the position of the aggregates in 
the bins at the lower quarter points. 
 
(7)  Bituminous Control Unit.  Satisfactory means, either by weighing or metering, 
shall be provided to obtain the specified amount of bituminous material in the mix.  
Means shall be provided for checking the quantity or rate of flow of bituminous material 
into the mixer. 
 
(8)  Thermometric Equipment.  Dual armored thermometers of adequate range shall 
be fixed in the bituminous feed line at a suitable location near the charging valve of the 
mixer unit. 
 
The plant shall also be equipped with an approved thermometric instrument placed at 
the discharge chute of the dryer to indicate the temperature of the heated aggregates.  
The ENGINEER may require replacement of any thermometer by an approved 
temperature recording apparatus for better regulation of the temperature of aggregates. 
 
 
(9)  Truck Scales.  The bituminous mixture shall be weighed on an approved scale 
furnished by the CONTRACTOR or on public scales at the CONTRACTOR's expense.  
Scales shall be inspected and sealed as often as the ENGINEER deems necessary to 
assure their accuracy. 
 
 
(b)  Cold Feed Control.  The CONTRACTOR may elect to operate the hot plant without 
plant screens.  The basic requirements of this method of operation are to remove all 
plant screens with the exception of the scalping screen.  Permission to continue under 
this option may be rescinded upon failure to maintain production within the specified 
gradation limits. 
 
The volume or tonnage placed in each of the two or more stockpiles shall be such a 
significant portion of the whole tonnage produced as to enable adequate control of the 
gradation within the job mix formula. 
 
Each individual aggregate shall be fed through a separate feeder that has a positive 
feed and that can be easily and accurately calibrated.  The feed shall be quick adjusting 
and shall maintain a constant and uniform flow throughout the range of its calibration. 
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(1)  Batch Plants and Continuous Mix Plants.  The point of acceptance for the 
physical properties of the aggregates will be in the stockpiles at the plant site.  
Acceptance testing for aggregate gradation will be performed just prior to the addition of 
bituminous material to the mixture. 
 
In batch mix plants, a surge bin shall be provided between the dryer and the batch 
plant, and the discharge into the weigh hopper shall be from one bin only which shall 
discharge into the center of the weigh hopper.  The amount of aggregate stored in the 
bin at any one time shall not exceed one batch in weight and shall be fed into the bin in 
a manner that will prevent sloughing and segregation. 
 
In continuous mix plants, a surge bin and mechanical feeder shall be provided.  The 
storage in each bin used shall be limited in amount so that sloughing and segregation 
will not occur.  If more than one bin is used, separation shall be accomplished in such a 
manner as to ensure flow to each bin and preclude segregation of the total material as 
obtained from the individual bins. 
 
(c)  Dryer Drum Plants.  An approved dryer drum mixing process will be permitted in 
lieu of pugmill mixing.  The system shall provide positive weight control of the cold 
aggregate feed by use of a belt scale or other device which will automatically regulate 
the feed gate and permit instant correction of variations in load.  The cold feed flow shall 
be automatically coupled with the bitumen flow to maintain the required proportions.  
Proportioning shall be within the tolerances specified in the job mix formula.  The 
system shall be equipped with automatic burner controls and shall provide for 
temperature sensing of the bituminous mixture at discharge. 
 
The moisture contents of the bituminous mixture at discharge from the mixer shall not 
exceed 3 percent.  The temperature of the bituminous mixture at discharge from the 

mixer shall not exceed 300°F.  The temperature of the mix at laydown shall be not less 
than 225°F.  The actual mixing temperature shall be adjusted as directed by the 
ENGINEER within the allowable limitations to best suit construction conditions. 
 
401-4.3  HAULING EQUIPMENT.  Trucks used for hauling bituminous mixtures shall 
have tight, clean, smooth metal beds which have been lightly coated with a minimum 
amount of paraffin oil, lime solution, or other approved material to prevent the mixture 
from adhering to the beds.  In adverse weather, each truck shall have a suitable cover 
to protect the mixture. 
 
401-4.4  BITUMINOUS PAVERS.  Bituminous pavers shall be self-contained, power- 
propelled units, provided with an activated screed or strike-off assembly, heated if 
necessary.  It shall be capable of spreading and finishing courses of bituminous plant 
mix material which will meet the specified thickness, smoothness, and grade.  The 
paver shall be capable of spreading and finishing courses of bituminous plant mix 
material in lanes not less than 10 feet in width and shall be capable of operating at 
forward speed consistent with satisfactory laying of the mixture. 
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The paver shall have a receiving hopper of sufficient capacity for a uniform spreading 
operation.  The hopper shall be equipped with a distribution system to place the mixture 
uniformly in front of the screed. 
 
The screed or strike-off assembly shall effectively produce a finished surface of the 
required evenness and texture without tearing, shoving or gouging the mixture. 
 
401-4.5  ROLLERS.  Rollers shall be in good condition, capable of reversing without 
backlash, and shall operate at slow speeds to avoid displacement of the bituminous 
mixture.  The number, type, and weight of rollers used shall be sufficient to compact the 
mixture to the required density while the mixture is still in a workable condition.  The use 
of equipment which results in excessive crushing of the aggregate will not be permitted. 
 
 
401-5  CONSTRUCTION REQUIREMENTS 
 
401-5.1  WEATHER AND SEASONAL LIMITATIONS.  The bituminous mix shall be 

constructed only when the surface is dry, the atmospheric temperature is above 40°F 
for AC surface course lift or above 30ºF for AC base courselifts, and the weather is not 
foggy or rainy.  The temperature requirement may be waived, but only when so directed 
by the ENGINEER. 
 
401-5.2  PREPARATION OF BITUMINOUS MATERIAL.  The bituminous material shall 
be heated to the mixing temperature specified in Subsection 401-2.3 in a manner that 
will avoid local overheating and provide a continuous supply of the bituminous material 
to the mixer at a uniform temperature at all times. 
 
401-5.3  PREPARATION OF MINERAL AGGREGATE.  The aggregate for the mixture 
shall be dried and heated at the paving plant before entering the mixer.  When 
introduced into the mixer, the combined aggregate shall not contain more than 0.5 
percent moisture.  Water in the aggregate shall be removed by heating to the extent that 
there is no subsequent foaming in the mixture prior to the placing of material.  The 
aggregate shall be heated to a temperature as designated by the mix design within the 
job tolerance specified.  The maximum temperature and rate of heating shall be such 
that no permanent damage occurs to the aggregates.  Particular care shall be taken that 
aggregates high in calcium or magnesium content are not damaged by heating.  The 
aggregate shall be screened to specified sizes and conveyed into separate bins ready 
for mixing with bituminous material. 
 
401-5.4  PREPARATION OF BITUMINOUS MIXTURE.  Before delivery, the aggregate 
shall be mixed with the bituminous material at a central mixing plant.  The mixture shall 
be prepared at a temperature as shown in Subsection 401-2.3. 
 
The dry aggregates, prepared as specified in Subsection 401-5.3, shall be combined in 
the plant in proportionate amounts of each fraction of aggregate required to meet the 
specified gradation.  The quantity of aggregate for each batch shall be determined, 
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measured, and conveyed into the mixer.  In case of volumetric proportioning, the size of 
the grate openings shall be determined and the gates locked in position. 
 
The bituminous material shall be measured by weight or volume and introduced into the 
mixer at the specified temperature using the lowest range possible for adequate mixing 
and spreading.  For batch mixers, all mineral aggregates shall be in the mixer before the 
bituminous material is added.   
 
401-5.5  TRANSPORTATION AND DELIVERY OF THE MIXTURE.  The mixture shall 
be transported from the mixing plant to the point of use in vehicles such as 
describedhauling equipment as per in Subsection 401-4.3. 
 
The mixture shall be placed at a minimum temperature of 225°F.  When mixture is being 
placed during warm weather, and the ENGINEER has determined that satisfactory 
results can be obtained at lower temperatures, he may direct that the mixture be mixed 
and delivered at the lower temperatures. 
 
Loads shall not be sent out so late as to interfere with spreading and compacting the 
mixture during daylight unless artificial light satisfactory to the ENGINEER is provided.  
The mixture shall be delivered at a temperature within the tolerance specified in the 
approved mix design. 
 
401-5.6  SPREADING AND LAYING 
 
(a)  Preparation for Placing.  Immediately before placing the bituminous mixture, the 
existing underlying course shall be cleaned of loose or deleterious materials and tacked 
in accordance with Section 402. 
 
The mixture shall be laid only upon an approved underlying course which is dry and 
only when weather conditions are suitable.  No mixture shall be placed when air 

temperature away from the artificial heat is 30ºF or lower for AC base course or 40°F or 
lower for AC surface course, unless so directed by the ENGINEER.  The ENGINEER 
may, however, permit work of this character to continue when overtaken by sudden 
rains up to the amount which may be in transit from the plant at the time provided the 
mixture is within the temperature limits specified. 
 
Hauling over material already placed shall not be permitted until the material has been 
thoroughly compacted as specified and allowed to cool to atmospheric temperature. 
 
(b)  Machine Spreading AC Leveling Course.  The AC leveling course material that 
has been processed in a plant shall be placed on the prepared underlying course and 
compacted in layers of the thickness shown on the plans.  The depositing and 
spreading of the material shall commence where designated and shall progress 
continuously without breaks.  The material shall be deposited and spread in lanes in a 
uniform layer and without segregation of size to such loose depth that when compacted, 
the layer shall have the required thickness.  
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The leveling course material shall be spread in a uniform layer of required depth and 
width and to the typical cross section.  The spreading shall be by a self-powered blade 
grader, mechanical spreader, or other approved method.  In spreading, care shall be 
taken to prevent cutting into the underlying layer.  The material shall be bladed until a 
smooth, uniform surface is obtained, true to line and grade. 
 
When a self-powered blade grader is used, the policy is to not permit the application of 

the AC leveling course when the atmospheric temperature is less than 75°F.  The self-
powered blade grader must also be equipped with radial or smooth tires when used for 
the application of the AC leveling course. 
 
When the depth leveled is greater than 1 inch, AC surface course shall be applied to a 
depth within 1 inch or less of finished grade and the remaining portion filled with AC 
leveling course.  The AC leveling course material as spread shall be of uniform grading 
with no pockets of fine or coarse materials.  The material, unless otherwise permitted by 
the ENGINEER, shall not be spread more than 1,000 square yards in advance of the 
rolling.  Any necessary sprinkling shall be kept within these limits. 
 
When more than one layer is required, the construction procedure described herein 
shall apply similarly to each layer. 
 
(c)  Machine Spreading AC Base and Surface Course.  Upon arrival, the AC base or 
surface course shall be dumped into an approved bituminous paver and immediately 
spread to the full width required.  It shall be struck off in a uniform layer of such depth 
that when the work is completed, it will have the required thickness and will conform to 
the grade and surface contour required.  The speed of the paver shall be regulated to 
eliminate the pulling and tearing of the bituminous mat. 
 
The mixture shall be placed in strips of a minimum width of 10 feet.  After the first strip 
or width has been compacted, the second width shall be placed, finished, and 
compacted in the same manner as the first width.  After the second strip has been 
placed and rolled, a 10-foot straightedge shall be placed across the longitudinal joint to 
determine if the surface conforms to grade and contour requirements. 
 
Exposed vertical edges of paved strips shall be free of all accumulations of dirt or other 
foreign material before any mixture is spread in an adjacent lane.  If joint faces become 
dry or dusty, the contact surfaces shall be given a brush coat of asphalt.  In lieu of 
painting the contact surfaces, the CONTRACTOR may use a joint heater approved by 
the ENGINEER.  If the spreading machine should drift from an adjacent lane during 
construction, the unfilled space shall be carefully filled with fresh hot mixture obtained 
from trucks or the hopper of the spreading machine.  Stealing mixture from that already 
spread to fill up these areas shall not be permitted. 
 
In limited areas, where due to irregularities or unavoidable obstacles, the use of 
mechanical spreading and finishing equipment is not practical, the mixture may be hand 
spread. 
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When hand spreading is permitted, the mixture shall be dumped on approved dump 
sheets outside the area upon which it is to be spread and then distributed into place 
immediately using hot shovels.  It shall be spread with hot rakes in a uniformly loose 
layer to the full width required and of such depth that when the work is completed, it will 
have the required thickness and will conform to the grade and surface contour shown 
on the plans. 
 
(d)  AC Patch.  AC patch cuts will be designated and marked by the ENGINEER.  The 
CONTRACTOR shall make all cuts with a saw or other approved method so as to 
obtain a vertical face on the remaining asphalt.  The cuts shall be made to a depth so as 
not to disturb the remaining asphalt during removal of the patch area.  All sawing, 
milling, asphalt removal and bituminous tack coat shall be incidental to the unit price bid 
for “AC Patch”. 
 
 
The type of failure shall be determined after the asphalt has been removed and the 
aggregate base or subgrade is inspected.  After the aggregate base or subgrade has 
been inspected, the CONTRACTOR may be required to enlarge the cut area if the 
aggregate base or subgrade conditions warrant doing so.   
 
Areas of AC pavement, aggregate base or subgrade failures shall be repaired to the 
following dimensions per Standard Detail 400-1. 
 

AC Pavement Surface Failure 
 

The CONTRACTOR may be required to remove the surface course only in areas of 
surface failures to a maximum depth of 2 inches or as directed by the ENGINEER.  
Removal of the pavement failure shall be done by means of a pavement milling 
machine and in accordance with Subsection 404-4.1 “Milling Pavement Surface.”  
Milling Pavement Surface shall be incidental to the unit price bit for “AC Patch”.   
 

AC Pavement Failure 
 
- A minimum of 4½ inches deep or the depth of the existing pavement (whichever is 

greater) or as directed by the ENGINEER. 
 
- Pavement removed shall be done in accordance with Subsection 406-4.1 “Asphalt 

Removal” and disposed of by the CONTRACTOR.  Asphalt removal shall be 
incidental to the unit price bid for “AC Patch”.  Replacement of the patch area shall 
be done as per Standard Detail 400-1 “AC Pavement Failure” in accordance with 
Subsection 401-6.3 “AC  Patch” and shall be paid for at the unit price bid for “AC 
Patch”. 

 
- Replacement of the milled area shall be done in accordance with Subsection 401-

6.3 “AC Patch” and shall be paid for at the unit price bid for “AC Patch” 
 

Subbase/Subgrade Failure 
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- Pavement removed shall be made in accordance with Subsection 406-4.1 “Asphalt 

Removal.”  Asphalt removal shall be incidental to the unit price bid for “AC Patch”. 
 
- Excavate to 12 inches minimum or 36 inches maximum depth. 

 
- The excavation shall be done as per Standard Detail 400-1 “Subbase Failure” in 

accordance with Section 202 “Excavation and Embankments”.  The cost of 
Unclassified Excavation shall be paid for at the unit price bid for “Unclassified 
Excavation”. 

 
 
- After excavating the subbase/subgrade failure, the area shall be backfilled with 

aggregate base, as specified under Section 302, within the pavement thickness to 
finished grade.  Aggregate base shall be paid for at the unit price bid for “Blended 
Base” or “Class 5 Aggregate Base”.   

 
- The remaining portion of the excavation shall be filled with a minimum of 4½ inches 

asphalt mix, or the depth of the existing pavement or as directed by the ENGINEER 
and paid for at the unit price bit for “AC Patch”. 

 
Utility Cut Patch 

 
- Pavement removed shall be made in accordance with Subsection 406-4.1 “Asphalt 

Removal.”  Asphalt removal shall be incidental to the unit price bid for “AC Patch”. 
 
- The excavation shall be done as per Standard Detail 400-1 “Utility Cut Patch” in 

accordance with Section 801.3.  The cost of Unclassified Excavation shall be 
incidental to related bid items. 

 
- After excavating and backfill of utility trench per Section 801-3, the area shall be 

backfilled with a minimum of 12 inches of aggregate base, as specified under 
Section 302, within the pavement thickness to finished grade.  Aggregate base shall 
be paid for at the unit price bid for “Blended Base” or “Class 5 Aggregate Base”.   

 
- The remaining portion of the excavation shall be filled with a minimum of 6 inches of 

asphalt mix, or the depth of the existing pavement or as directed by the ENGINEER 
and paid for at the unit price bit for “AC Patch”. 

 
The asphalt pavement of streets which have an asphalt overlay on a concrete base 
shall be repaired in accordance with AC Pavement Failure to a minimum depth of 
overlay.  When the concrete base requires repair, removal shall be done in accordance 
with Subsection 602-4.3 “Driveway Removal.”  Replacement of the concrete shall be 
done in accordance with Subsection 602-4.1 “6-Inch Concrete Driveway.”  The 
replacement depth shall be equal to the existing concrete pavement thickness with a 
minimum thickness of 4 inches. 
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401-5.7  COMPACTION OF MIXTURES.  After spreading, the mixture shall be 
thoroughly and uniformly compacted with power rollers.  Rolling of the mixture shall 
begin as soon after spreading as it will bear the roller without undue displacement or 
micro checking. 
 
Initial rolling shall be done longitudinally.  The rollers shall overlap on successive trips.  
Alternate trips of the roller shall be of slightly different lengths, and cross rolling shall not 
exceed more than one-half the width of the pavement or crowned sections.  The speed 
of the roller shall at all times be slow to avoid displacement of the hot mixture.  Any 
displacement occurring as a result of reversing the direction of the roller or from any 
other cause shall be corrected at once by rakes and fresh mixture. 
 
Sufficient rollers shall be furnished to handle the output of the plant.  Rolling shall 
continue until all roller marks are eliminated, the surface is of uniform texture and true to 
grade and cross section, and a density of at least 91 percent of the maximum 
theoredical density specified in the mix design per Section 401-2 is obtained. 
 
To prevent adhesion of the mixture to the roller, the wheels shall be kept properly 
moistened, but excessive water will not be permitted. 
 
In areas not accessible to the roller, the mixture shall be thoroughly compacted with hot 
hand tampers, vibratory plate compactors or approved method. 
 
Any mixtures which become loose and broken, mixed with dirt, or in any way defective 
prior to the application of the finish coat shall be removed and replaced with fresh hot 
mixture and immediately compacted to conform with the surrounding area.  This shall 
be done at the CONTRACTOR's expense. 
 
401-5.8  JOINTS 
 
(a)  General.  The mixture at the joints shall comply with the surface requirements and 
present the same uniformity of texture, density, smoothness, etc., as other sections of 
the course.  In the formation of all joints, provision shall be made for proper bond with 
the adjacent course for the specified depth on the course.  Joints shall be formed by 
cutting back on the previous day's run to expose the full depth of the course.  The 
exposed edge shall then be given a coat of tack oil as required by the ENGINEER and 
the fresh mixture raked against the joint, thoroughly tamped with tampers, and rolled. 
 
(b)  Transverse.  The placing of the course shall be as continuous as possible.  The 
roller shall pass over the unprotected end of the freshly laid mixture only when 
discontinuing the laying of the course. 
 
(c)  Longitudinal.  The placing of the course shall be as specified and in such a 
manner that the joint is exposed for the shortest period possible.  The joint shall be 
placed so that it will not coincide with that in the AC base course, binder, or existing 
surface course by at least 1 foot. 
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401-5.9  SHAPING EDGES.  While the surface is being compacted and finished, the 
CONTRACTOR shall carefully trim the outside edges of the pavement to the proper 
alignment.  The edges so formed shall be beveled while still hot with the back of the 
rake or a smoothing iron and thoroughly compacted by tampers or by other satisfactory 
methods. 
 
401-5.10  SURFACE TESTS.  Tests for conformity with the specified crown and grade 
shall be made by the CONTRACTOR immediately after initial compression.  Any 
variation shall be corrected by the removal or addition of materials and by continuous 
rolling. 
 
The finished surface shall not vary more than 3/8 inch when tested with a 10-foot 
straightedge applied parallel with or at right angles to the centerline.  The surface 
tolerance for blade laying shall be 3/8 inch in 10 feet. 
 
After the completion of final rolling, the smoothness of the course shall again be tested; 
the humps or depressions exceeding the specified tolerances or that retain water on the 
surface shall be corrected immediately as directed by the ENGINEER; this shall be 
done at the CONTRACTOR's expense. 
 
401-5.11  DENSITY AND TESTING REQUIREMENTS FOR BITUMINOUS 
PAVEMENTS.  The CONTRACTOR shall engage an independent testing laboratory 
approved by the ENGINEER to test the composition of the mixtures, the mineral 
aggregates, and the in-place density of the mixture. 
 
(a)  Density.  AC base and surface course shall be compacted to 91 percent of the 
maximum theoretical density specified in the mix design per Section 401-2..  The 
density of the compacted bituminous pavement shall be determined in sublots of 1,500 
square yards per each lift. 
 
Each day's haul will be considered a "lot," and each "lot" shall be divided into 
acceptance sublots not to exceed 1,500 square yards, unless the control strip method 
outlined below is used.  Densities per sublot will be taken at random with a minimum of 
one (1) nuclear density per sublot, and the mean density in each sublot shall equal or 
exceed the specified density.   
Sublots for AC patch shall not exceed 150 square yards for areas that are a minimum of 
4 feet by 4 feet in size.  For areas less than 4 feet by 4 feet in size, sublots shall not 
exceed 75 square yards.  Density tests shall be required for AC surface course when 
the depth leveled is greater than 1 inch.  Frequency of tests shall be one (1) per 250 
tons AC surface course. 
 
Densities shall be taken by a Nuclear Gauge Tester in accordance with ASTM D2950.  
 
Compaction methods and equipment used shall be approved by the ENGINEER. 
 
During the course of bituminous pavement construction, it may be deemed necessary 
by the ENGINEER to verify pavement composition and/or the results obtained by the 
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Nuclear Density Tester.  This will be accomplished by removing samples of suitable size 
from the completed pavement.  The CONTRACTOR shall remove the samples and 
replace the pavement at no extra charge.  If the pavement is deficient in composition, 
compaction, or thickness, satisfactory correction shall be made immediately. 
 
Should the CONTRACTOR require any of the above verification sampling, he may do 
so provided he agrees to assume all costs incurred including the testing of the sample. 
 
(b)  Control Strip Method.  If the ENGINEER determines that, through the 
CONTRACTOR's efforts and the test results, the specified percent of the mix design 
density cannot be obtained, a control strip shall be used to establish the density criteria 
for the particular pavement area involved. 
 
The aggregate base or subgrade on which the control strip is to be constructed shall be 
approved by the ENGINEER prior to the construction of said strip.  The ENGINEER 
may abandon the control strip criteria or require a new control strip when a change in 
materials or a change in construction methods is observed. 
 
The control strip shall be constructed with blended materials meeting Specifications and 
approved by the ENGINEER.  The control strip shall cover not less than 300 square 
yards at the specified pavement depth and shall remain in place as part of the 
completed work. 
 
Compaction of the control strip shall begin as soon as possible after the mixture is 
placed.  Compaction shall be uniform over the entire surface.  During compaction, 
pavement densities will be determined by the CONTRACTOR with a portable nuclear 
device.  When the ENGINEER determines density increases less than 1 pound per 
cubic foot per roller pass, the rolling shall cease provided a minimum of three (3) roller 
coverages have been completed.  Roller or rollers shall be approved by the 
ENGINEER.  The mean density shall be determined by ten (10) random density tests 
within the control strip.  The control strip density determination shall be the responsibility 
of the CONTRACTOR. 
 
The remainder of the work in which the control strip is to govern shall be divided into 
acceptance strips containing no more than 1,500 square yards.  The density of each 
acceptance strip shall be obtained by the results of five (5) nuclear densities, the mean 
density of which shall not be less than 98 percent of the control strip density accepted 
by the ENGINEER.  No individual test shall be less than 95 percent of the control strip 
density. 
 
If the mean density of the acceptance strip does not conform to the requirements stated 
herein, or if an individual test value does not meet the requirements stated herein, the 
CONTRACTOR shall continue its compactive effort until the required density is 
obtained. 
 
It is intended that acceptance density testing will be accomplished while the bituminous 
mixture is hot enough to permit further densification if such is shown to be necessary. 
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After the required density has been attained in the acceptance strips, further finish 
rolling may be necessary to remove roller marks or other surface irregularities. 
 
The ENGINEER reserves the right to require testing of individual areas which are 
apparently defective based upon visual examination and to reject any area that does not 
have at least 95 percent of the mean density of the control strip. 
 
All other testing shall be in accordance with the standard specifications, the special 
provisions contained herein, and the project plans. 
 
(c)  Testing of Aggregate and Bituminous Mixture.  One (1) dry belt sample shall be 
taken in accordance with NDDOT ND T 2 for each increment of 1,000 tons of 
bituminous pavement produced with a minimum of one sample per project.(1) dry belt 
sample taken and tested per day.  The dry sample shall be tested for gradation per 
NDDOT ND T 27 and fine aggregate angularity per NDDOT ND T 11 in accordance with 
Section 401-2 of the Standard Specifications.  One (1) dry belt sample and one (1) 
bituminous mixture sample shall be taken and tested for each increment of 150 tons of 
AC patching material produced and one (1) for each increment of 100 tons of AC 
leveling course produced, with a minimum of one (1) dry belt sample taken and tested 
per dayper project on each material produced. 
 
A minimum of Oone (1) bituminous mixture sample shall be taken per day in 
accordance with  NDDOT ND T 2 for each increment of 1,000 tons of bituminous 
pavement produced with a minimum of one sample per project.  The bituminous mixture 
shall be tested in accordance with Section 401-2 for Theoretical Maximum Specific 
Gravity NDDOT ND T 209, Bulk Specific Gravity per NDDOT T 116 and Air Voids.  The 
bituminous mixture shall also be tested to determine the bitumen content by extraction 
in accordance with ASTM D2172.  The gradation of the mineral aggregate shall also be 
determined after the extraction is made.  One (1) bituminous mixture sample shall be 
taken for each increment of 150 tons of AC patch and one (1) for each increment of 100 
tons of AC leveling course. 
 
The CONTRACTOR must keep track of daily tonnages of each material produced and a 
total tonnage to date quantity.  .  Communication between the CONTRACTOR, testing 
laboratory, and the CITY is essential.  The testing laboratory must be notified at least 
one (1) hour prior to any paving activities.  If the CONTRACTOR’s paving activities 
extend beyond 5:00 p.m., the CITY and the testing laboratory shall be notified prior to 
4:00 p.m. that day, and not later than 4:00 p.m. on Friday for any anticipated work on 
the weekend. 
 
(d)  Payment and Reports.  The cost of all said testing shall be considered incidental 
to other bid items. 
 
The time, locations, depths, and frequency of testing shall be at the discretion of the 
ENGINEER during construction.  Should it become necessary to require an additional 
number of initial tests over and above the frequency specified herein, the CITY OF 



SECTION 401 – ASPHALTIC CONCRETE PAVEMENT 

401 - 18 
Rev. March 2019February 2021 

BISMARCK will assume the responsibility to perform said additional testing, except as 
outlined herein under "Compaction.” 
 
The CONTRACTOR, however, will be required to assume the cost of all testing to 
determine the limits of an area not meeting specifications and subsequent retesting of 
said area after corrections have been completed. 
 
Written reports of all results shall be supplied to the ENGINEER and the 
CONTRACTOR by the testing laboratory as soon as possible.  To expedite construction 
progress, it is necessary that the CONTRACTOR and ENGINEER be furnished with the 
results of all tests as soon as testing is completed. 
 
The availability of the independent testing laboratory when needed and speed of testing 
and reporting are to be considered the responsibility of the CONTRACTOR. 
 
401-5.12  BITUMINOUS AND AGGREGATE MATERIAL CONTRACTOR'S 
RESPONSIBILITY.  Samples of the bituminous and aggregate materials that the 
CONTRACTOR proposes to use, together with a statement of their source and 
character, shall be submitted to the ENGINEER; approval must be obtained before the 
use of such material begins.  The CONTRACTOR shall require the manufacturer or 
producer of the bituminous and aggregate materials to furnish material subject to this 
and all other pertinent requirements of the contract.  Only those materials that have 
demonstrated performance under the proposed design requirements will be accepted. 
 
The ENGINEER or his authorized representative shall have access at all times to all 
parts of the paving plant for the purpose of inspecting equipment, conditions, and 
operation of the plant for verification of weights or proportions and character of materials 
and to determine temperature maintained in the preparation of the mixtures. 
 
The CONTRACTOR shall furnish vendor's certified test reports for each tanker, carload, 
or equivalent of bitumen shipped to the project.  The report shall be delivered to the 
ENGINEER before permission is granted for use of the material.  The furnishing of the 
vendor's certified test report for the bituminous material shall not be interpreted as a 
basis for final acceptance.  All such test reports shall be subject to verification by testing 
samples of material received for use on the project. 
 
401-5.13  AC TRANSVERSE CRACK LEVELING.  The AC transverse crack leveling is 
to be applied only to displaced or settled transverse cracks that require leveling.  The 
ENGINEER will mark locations for AC transverse crack leveling.  The crack leveling will 
be completed only after the crack sealing or filling operations are completed.  The 
leveling course shall be applied along the entire crack (if required) with a minimum width 
of 2 feet or the width of the existing settlement, whichever is greater.  A bituminous tack 
coat must be applied prior to the transverse crack leveling.  The material used for AC 
transverse crack leveling shall be AC leveling course and paid for by “AC Leveling 
Course”. 
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401-6  MEASUREMENT AND PAYMENT 
 
401-6.10 thru 6.15  AC LEVELING COURSE (FAA CLASS).  The AC Leveling Course 
material shall be measured by the ton of bituminous mixture and paid for at the unit 
price bid for "AC Leveling Course (FAA Class)" complete, in place, and accepted by the 
ENGINEER.  No deduction will be made for the weight of the asphalt cement in the 
mixture.  Batch weights will not be permitted for method of measurement. 
 
401-6.20 thru 6.25  AC SUPERPAVE (FAA CLASS).  The AC Superpave material 
shall be measured by the ton of bituminous mixture and paid for at the unit price bid for 
"AC Superpave (FAA Class)" complete, in place, and accepted by the ENGINEER.  No 
deduction will be made for the weight of the asphalt cement in the mixture.  Batch 
weights will not be permitted for method of measurement. 
 
401-6.30 thru 6.35  AC PATCH (FAA CLASS).  The AC Patch material shall be 
measured by the ton of bituminous mixture and paid for at the unit price bid for "AC 
Patch (FAA Class)" complete, in place, and accepted by the ENGINEER.  No deduction 
will be made for the weight of the asphalt cement in the mixture.  Batch weights will not 
be permitted for method of measurement. 
 
401-6.4  ASPHALT CEMENT.  The Asphalt Cement shall be measured by weighing 

which shall then be converted to gallons at 60°F based on the unit weight shown on the 
certified analysis report of each tanker shipped.  Payment shall be made at the unit 
price bid per gallon (GAL) for "Asphalt Cement." 
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SECTION 402 – BITUMINOUS PRIME OR TACK COAT 
 
402-1  DESCRIPTION 
 
This item shall consist of supplying and applying bituminous material to a previously 
prepared, bonded, and/or bituminized binder, leveling, or aggregate base course, AC 
base course or existing pavement in accordance with these specifications and to the 
width shown on the typical cross section on the plans. 
 
402-2  MATERIALS 
 
402-2.1  QUANTITY OF MATERIAL.  The approximate amount of bituminous material 
per square yard for prime or tack coat shall be as provided in the following table.  The 
exact amount shall be as ordered by the ENGINEER. 
 

Material Amount 

Bituminous Prime Coat 0.25 to 0.05 Gal/SY 

Bituminous Tack Coat 0.05 to 0.20 Gal/SY 

 
402-2.2  BITUMINOUS MATERIAL.  The types, grades, controlling specifications, and 
application temperatures for the bituminous materials are shown in the following table.  
The specific material to be used shall be designated by special provision or by the 
ENGINEER.  The supplier of the bituminous material shall supply asphalt viscosity 
charts for the material delivered. 
 

PRIME COATS 

Type and Grade Specification Application Temperature 

MC-30 ASTM D2027 (MC) 85°F - 140°F 

MC 70 ASTM D2027 (MC) 120°F - 175°F 

 

TACK COATS 

Type and Grade Specification Application Temperature 

SS-1, SS-1h ASTM D977 75°F - 130°F 

CSS-1h ASTM D2397 50°F - 130°F 

 
402-3  CONSTRUCTION REQUIREMENTS 
 
402-3.1  WEATHER LIMITATIONS FOR PRIME COAT.  The prime coat shall be 
applied only when the existing surface is dry or contains sufficient moisture to get 
uniform distribution of the bituminous material when the atmospheric temperature is 

above 60°F and when the weather is not foggy or rainy.  The temperature requirements 
may be waived, but only when so directed by the ENGINEER. 
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402-3.2  WEATHER LIMITATION FOR TACK COAT.  The tack coat shall be applied 
only when the existing surface is dry, the weather is not foggy or rainy, and the 

atmospheric and existing mat temperature is above 40°F.  The temperature 
requirements may be waived, but only when so directed by the ENGINEER with the use 
of an approved alternate bituminous material. 
 
402-3.3  EQUIPMENT.  The equipment used by the CONTRACTOR shall include a self-
powered pressure bituminous material distributor and equipment for heating bituminous 
material. 
 
The distributor shall have pneumatic tires of such width and number that the load 
produced on the surface shall not exceed 650 pounds per inch of tire width and shall be 
designed, equipped, and operated so that bituminous material at even heat can be 
applied uniformly on variable widths of surface at readily controlled rates from 0.05 to 
0.5 gallons per square yard.  The material shall be applied within a pressure range from 
25 to 75 pounds per square inch and with an allowable variation from any specified rate 
not to exceed 5 percent.  Distributor equipment shall include a thermometer for reading 
temperatures of tank contents, a tachometer, pressure gauges, and volume measuring 
devices. 
 
402-3.4  APPLICATION OF BITUMINOUS MATERIAL.  Immediately before applying 
the tack or prime coat, the full width of surface to be treated shall be swept with a power 
broom to remove all loose dirt and other objectionable material. 
 
The application of the bituminous material shall be made by means of a pressure 
distributor at the pressure, temperature, and in the amounts directed by the ENGINEER. 
 
During all applications, the surfaces at adjacent structures shall be protected in such a 
manner as to prevent their being spattered, marred, or tacked. 
 
Tack coat shall be applied to all cold joints including concrete edges prior to asphaltic 
pavement construction. 
 
Following the application, the surface shall be allowed to cure without being distributed 
for such period of time as may be necessary to permit drying out and setting of the tack 
or prime coat.  This period shall be determined by the ENGINEER.  The surface shall 
then be maintained by the CONTRACTOR until the next course has been placed.  
Suitable precautions shall be taken by the CONTRACTOR to protect the surface 
against damage during this interval, including any sand necessary to blot up excess 
bituminous material. 
 
402-3.5  BITUMINOUS MATERIAL CONTRACTOR'S RESPONSIBILITY.  Samples of 
the bituminous material that the CONTRACTOR proposes to use, together with a 
statement as to its source and character, must be submitted and approved before use 
of such material begins.  The CONTRACTOR shall require the manufacturer or 
producer of the bituminous material to furnish material subject to this and all other 
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pertinent requirements of the contract.  Only satisfactory materials so demonstrated by 
service tests shall be acceptable. 
 
The CONTRACTOR shall furnish vendor's certificate test reports for each carload or 
equivalent of bituminous material shipped to the project.  The report shall be delivered 
to the ENGINEER before permission is granted for use of the material.  The furnishing 
of the vendor's certified test report for the bituminous material shall not be interpreted as 
a basis for final acceptance.  All such test reports shall be subject to verification by 
testing samples of material received for use on the project. 
 
402-3.6  FREIGHT AND WEIGH BILLS.  Before the final estimate is allowed, the 
CONTRACTOR shall file with the ENGINEER receipted bills when railroad shipments 
are made, and certified weight bills when materials are received in any other manner of 
the bituminous materials actually used in the construction covered by the contract. 
 
Copies of the freight bills and weigh bills shall be furnished to the ENGINEER during the 
progress of the work. 
 
402.4  MEASUREMENT AND PAYMENT 
 
402-4.1  BITUMINOUS PRIME COAT.  Bituminous Prime Coat shall be measured by 

weighing which shall then be converted to gallons at 60°F based on the unit weight 
shown on the certified analysis report on each car.  Payment shall be made at the unit 
price bid per gallon (GAL) for "Bituminous Prime Coat" complete, in place, and accepted 
by the ENGINEER. 
 
402-4.2  BITUMINOUS TACK COAT.  Bituminous Tack Coat shall be measured by 

weighing which shall then be converted to gallons at 60°F based on the unit weight 
shown on the certified analysis report on each car.  Payment shall be made at the unit 
price bid per gallon (GAL) for "Bituminous Tack Coat" complete, in place, and accepted 
by the ENGINEER. 
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SECTION 403 – BITUMINOUS SEAL 
 
403-1  DESCRIPTION 
 
This item shall consist of a bituminous surface treatment as a wearing course 
composed of single or multiple applications of bituminous material and aggregate cover 
placed on the prepared and primed base or properly cured wearing surface in 
accordance with these Specifications and shall conform to the dimensions and typical 
cross section shown on the Plans and with lines and grades established by the 
ENGINEER. 
 
403-2  MATERIALS 
 
403-2.1  QUANTITY OF MATERIAL.  The amounts of bituminous material, aggregates, 
and blotter sand per square yard for the bituminous seal shall be determined by the 
CONTRACTOR as necessary to obtain a finished product in conformity with the plans 
and specifications. 
 
403-2.2  COVER AGGREGATE.  This material shall consist of sound, durable particles 
of gravel and sand, either crushed or uncrushed or a combination of both, and shall be 
in accordance with the requirements for gradation shown in the following table: 
 

SEAL AGGREGATE BLOTTER SAND 

Square Mesh Sieve 
Size 

Percent by 
Weight Passing 

Square Mesh 
Sieve Size 

Percent by 
Weight Passing 

1/2” 100 1/2”  

3/8” 95-100 3/8” 100 

No. 4 20-85 No. 4 85-100 

No. 10 0-12 No. 10  

No. 16  No. 16 40-80 

No. 50  No. 50 5-30 

No. 100  No. 100 0-10 

No. 200 0-4 No.200  

% Shale & Rock in 
Total Sample 

8 (max.) % Shale & Rock in 
Total Sample 

8 (max.) 

% L.A. Abrasion    

Loss 40 (max)   

 
The aggregate shall be flushed with clear water but not so wet that free water will be 
draining from aggregate or truck bed before applying. 
 
The sieve analysis will be determined by a wash screening in accordance with ASTM 
C136. 
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If bituminous material is changed during construction, the CONTRACTOR shall perform 
another coating and stripping test prior to utilizing a different cover aggregate blend. 
 
403-2.3  BITUMINOUS MATERIAL.  The types, grades, and controlling specifications 
for the bituminous materials are given below.  The bituminous material shall be CRS-
2P. 
 
All bituminous materials shall meet the requirements of the latest version of the North 
Dakota Department of Transportation Standard Specifications for Road and Bridge 
Construction, Section 818.  The CONTRACTOR may submit a bituminous material not 
contained in the above list to the ENGINEER, and the ENGINEER may approve or deny 
the use of the proposed bituminous material. 
 
403.3  CONSTRUCTION REQUIREMENTS 
 
403-3.1  WEATHER LIMITATIONS.  Bituminous material shall not be applied to a wet 
surface or during sand or dust storms. 
 
In general, it will be the policy not to permit the application of any bituminous material 

when the atmospheric temperature is less than 70°F and not be anticipated to drop 

below 35°F within the 24 hour cure time. The CONTRACTOR must delay the 
application of bituminous material until the atmospheric and pavement surface 
conditions are satisfactory.  No bituminous material shall be placed which cannot be 
cared for during daylight hours.  Materials not placed in compliance with this section will 
not be paid for. 
 
Seal coats shall not be applied after August 15 of any calendar year except by written or 
email permission of the CITY ENGINEER. 
 
403-3.2  EQUIPMENT AND ORGANIZATION.  Each unit required in the execution of 
these specifications shall be under the continuous supervision of a competent 
superintendent thoroughly experienced in this type of work.  Experienced operators will 
be required on all equipment used in hauling and applying bituminous material and 
aggregates. 
 
All equipment necessary to perform this work properly shall be on the project in proper 
working condition before construction is permitted to start.  The CONTRACTOR shall 
furnish, while applying the seal coat, all barricades, lights, flagmen, or other traffic 
control devices as necessary to protect crews, equipment, and the public from damage. 
 
The following equipment will be the minimum required for this type of construction, and 
additional machinery shall be secured if in the opinion of the CONTRACTOR it is 
necessary to fulfill the conditions of these specifications or to complete the item within 
the time specified: 
 
(a)  The distributor shall have pneumatic tires of such width and number that the load 
produced on the pavement surface shall not exceed the legal gross vehicle weight, and 
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it shall be designed and operated so that bituminous material at even heat may be 
applied uniformly on variable widths of surface at readily controlled rates from 0.05 to 
2.0 gallons per square yard.  
 
(b)  The mechanical spreader shall be capable of depositing the designated amount of 
aggregate in a smooth, uniform layer or on the freshly deposited bitumen and in such a 
manner that the wheels of the equipment will not contact any bitumen which has not 
been covered by the aggregate.  The rate of aggregate discharge shall be uniform over 
the full application width, and whenever necessary, cut-off plates or other approved 
means shall be provided to reduce the width of spread in suitable increments to meet 
the job requirements.  The spread shall be so adjusted by individual gates over the 
wheel tracks to allow additional aggregate to be deposited to prevent tracking by the 
spreader and the trucks. 
 
(c)  The blotter sand spreader shall be capable of spreading a thin, uniform layer of 
sand such as a mechanical truck-mounted type. 
 
 
(d)  The self-propelled pneumatic roller shall consist of pneumatic tires arranged in a 
manner to provide a satisfactory compacting unit.  The roller shall have an effective 
rolling width of at least 60 inches and shall give a compression of at least 275 pounds 
per inch of tread width when fully loaded.  The wheels shall be staggered on the front 
and rear axles to provide complete coverage of the area over which the roller travels. 
 
The CONTRACTOR shall have a minimum of two self-propelled pneumatic rollers 
available.  The rollers shall be the self-propelled type capable of starting, stopping, and 
reversing direction smoothly, without jerking or backlash, and shall be equipped with 
positive, accurate steering control. 
 
(e)  A power broom or power blower, broom dragging equipment, and equipment for 
heating aggregate shall be included, when needed. 
 
The CONTRACTOR shall supply such auxiliary equipment as needed. 
 
Bituminous binder and aggregate shall not be spread over a greater yardage than can 
be rolled and finished in one day's operation. 
 
403-3.3  APPLICATION OF BITUMINOUS MATERIAL.  Bituminous material shall be 
applied upon the properly prepared surface at the rate and temperature selected by the 
CONTRACTOR using a distributor to obtain uniform distribution at all points.  The 
yardage over which the binder is spread in advance of placing the aggregate shall be as 
determined by the CONTRACTOR.  During all applications, the surfaces of the adjacent 
structures, including curbs, shall be protected in such a manner as to prevent their 
being splattered, marred, or damaged in any other manner.  Splatters shall be removed 
and mars repaired at the CONTRACTOR’s expense.  Coverage shall be complete, 
uniform, and free of “drilling” or “streaking.” 
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The bituminous material shall not be applied to a dusty surface.  If normal sweeping 
methods do not remove dust, the surface shall be flushed with water incidental to this 
bid item.  If water is taken from CITY hydrants, see Section 203.  All water shall be 
incidental to the bituminous seal coat. 
 
A construction joint shall be placed at the start or stop of seal operations which will be 
continued from or to the joint.  This also includes at concrete valley gutters.  After the 
asphalt is applied, the building paper shall be removed and disposed of by the 
CONTRACTOR. 
 
Aggregates and bituminous mat shall not be allowed to cover any appurtenances such 
as manhole covers, valve box covers, and valley gutters. 
 
The spray bar shall be shut off instantaneously at each intersection joint to ensure a 
straight line and the full application of asphalt binder up to the joint. 
 
A hand spray shall be used to apply asphalt binder necessary to touch up all spots 
missed or inaccessible by the distributor. 
 
The longitudinal joint between the asphalt and the concrete gutter must be included 
when the bitumen is applied.  A maximum overspray of 1 inch will be allowed on the 
concrete gutter.  All vegetation and loose debris shall be removed from the longitudinal 
joint prior to the bitumen application. 
 
The bitumen shall be applied so that when covered, transverse and longitudinal joints of 
successive applications will not result in ridges or depressions and will be smooth and 
consistent with the adjacent surface of the completed treatment. 
 
403-3.4  APPLICATION OF AGGREGATE MATERIAL - GENERAL METHODS.  The 
CONTRACTOR shall determine when to place the cover aggregate on the applied 
bituminous material.  The timing of when the cover aggregate is placed on the applied 
bituminous material varies with the type and grade of bituminous material.  The 
CONTRACTOR shall perform test strips and include this timing parameter.  Cover 
aggregate shall be spread uniformly over the bituminous material with the aggregate 
equipment specified.  Trucks spreading aggregate shall be operated backward so that 
the bituminous material will be covered before the truck wheels pass over it.  The 
aggregate shall be spread in the same width of application as the bituminous material 
and shall not be applied in such thickness as to cause blanketing.  Backspotting or 
sprinkling of additional aggregate material and spraying additional bituminous material 
over areas that show up having insufficient cover of bitumen shall be done by hand 
whenever necessary.  Additional spreading of aggregate material shall be done by 
means of a broom drag or other approved method. 
 
Pneumatic rollers shall be used immediately after the aggregate is spread.  The blotter 
sand shall be applied as necessary, and rolling shall be continued until no more 
aggregate material can be worked into the surface.  Further brooming and rolling on the 
strip being placed on adjacent strips previously placed shall be done as often as 
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necessary to keep the aggregate material uniformly distributed.  These operations shall 
be continued until the surface is evenly covered and cured.  Roller shall not be of such 
weight which crushes the aggregate particles. 
 
Succeeding applications shall not be applied until the preceding application has set and 
excess aggregate has been removed.  If dust, dirt, or other foreign matter accumulates 
on the surface between the applications, the CONTRACTOR shall be required to sweep 
and clean the surface as specified herein.  The bituminous material and the aggregate 
shall be spread upon the clean and properly cured surface and handled as required.  
Extreme care shall be taken in all applications to avoid brooming or tracking dirt or any 
foreign matter on any portion of the pavement surface under construction.  Traffic shall 
be signed for a restricted speed limit of 15 miles per hour during the rolling and for 24 
hours after the rolling has been completed.  The CONTRACTOR may sign the streets 
for No Parking provided the City of Bismarck Traffic Engineer approved signs are 
placed 24 hours or more prior to the beginning of operations.  The CONTRACTOR must 
document daily which streets are signed and during what time period.  The 
CONTRACTOR must also notify the Police Department, Fire Department, and 
ambulance service prior to street closures. 
 
It shall be the CONTRACTOR’s responsibility to contact the Police Department about 
vehicles that are in violation of the 48-hour parking restriction. 
 
Coordination between the CONTRACTOR and the Police Department is essential.  The 
CONTRACTOR shall notify the Police Department at least two (2) hours before vehicles 
need towing, so the Police Department has adequate time to make arrangements. 
 
No towing of vehicles shall be permitted unless authorized by the Police Department. 
 
Signs shall be removed within 24 hours after rolling is complete or whenever 
construction operations cease for more than 24 hours, except as directed by the 
ENGINEER.  A recommended No Parking sign is on file at the Engineering Department. 
 
A small crew and proper equipment shall be available to control bleeding of seal oil for a 
period of 30 days after the date of application.  If bleeding occurs during the 
maintenance period and after final sweeping, the CONTRACTOR shall control bleeding 
by spreading light coats of blotter sand, which will be paid for under Subsection 403-4.3 
“Blotter Sand.”  Blotter sand shall not be applied in anticipation of bleeding, but only 
after bleeding actually occurs.  The crew and equipment for controlling bleeding shall be 
available during the 30-day period at all times, including weekends and nights. 
 
Alternate materials, approved by the ENGINEER, may be used as a substitute in lieu of 
blotter sand to control the bleeding. 
 
All surplus aggregate shall be swept off the surface and removed prior to acceptance of 
the work.  The removal of excess cover aggregate shall be accomplished by the 
CONTRACTOR using a pickup-type sweeper.  Appurtenances such as manhole covers, 
valve box covers, and valley gutters shall not be covered with the bituminous seal.  Any 
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appurtenance covered shall be cleaned to the satisfaction of the ENGINEER prior to 
acceptance of the project. 
 
Removal of the excess cover aggregate shall begin 3 days after the seal coat is applied 
unless a different time is approved by the ENGINEER.  The cover aggregate picked up 
shall become the property of the CONTRACTOR and shall be removed from the project 
site by the end of each work day.  The CONTRACTOR’s responsibility for adherence of 
an acceptable amount of the aggregate in the bituminous material shall not be waived at 
any time.   
 
403-3.5  CORRECTION OF DEFECTS.  Any defects, such as raveling, low centers, 
lack of uniformity, or other imperfections shall be corrected to the satisfaction of the 
ENGINEER. 
 
All defective materials resulting from overheating, improper handling, or application shall 
be removed by the CONTRACTOR and replaced with approved materials as provided 
for in these specifications. 
 
Damage by a third party, such as vehicle tracking or skidding after the seal coat has 
been applied and appropriate traffic control measures including flag persons are in 
place, shall be corrected to the satisfaction of the ENGINEER at the cost of the CITY.  
All replacement sealing must be done by August 15 of any calendar year except by 
written permission by the ENGINEER.  The replacement of Bituminous Seal Coat 
damaged by a third party shall be measured in place and paid for by the square yard at 
unit price bid for “Bituminous Seal Coat.”  The cost of the original damaged bituminous 
seal coat will also be paid by the square yard at the unit price for “Bituminous Seal 
Coat.” 
 
403-3.6  BITUMINOUS MATERIAL CONTRACTOR'S RESPONSIBILITY.  Samples of 
the bituminous materials that the CONTRACTOR proposes to use, together with a 
statement as to their source and character, shall be submitted to the ENGINEER. 
 
The CONTRACTOR shall furnish vendor's certified test reports for each carload, or 
equivalent, of bitumen shipped to the project.  The report shall be delivered to the 
ENGINEER before permission is granted for use of the material.  The furnishing of the 
vendor's certified test report for the bituminous material shall not be interpreted as a 
basis for final acceptance nor shall it relieve the CONTRACTOR from responsibility for 
any failures in the project.  All such test reports shall be subject to verification by sample 
testing.  The CONTRACTOR shall provide tests, per the appropriate ASHTO and/or 
ASTM section, for bituminous material for each 10,000-gallon lot or portion of lot 
supplied for the project.  Tests shall be by an approved independent testing facility.  The 
CONTRACTOR shall provide aggregate gradations for each type of aggregate provided 
for each 500-ton lot or portion of lot provided for the project.  Tests shall be performed 
by an approved independent testing facility. 
 
403-3.7  TEST SECTION.  The CONTRACTOR shall determine an area of suitable size 
within the project to use to calibrate the equipment and determine the best method of 
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rolling.  It shall be anticipated to have some delays in the operation at this point to 
evaluate the results.  There shall be no additional compensation for these delays. 
 
403-3.8  ACCEPTANCE OF SEAL COAT - WARRANTY.  The CONTRACTOR 
warrants a completed seal coat project that complies with the specifications and that 
remains in place and performs as intended at the time of acceptance and during the one 
(1) year warranty period.  Compliance with these specifications and/or acceptance of 
the completed bituminous seal coat for final payment as being constructed in 
accordance with these specifications does not relieve the CONTRACTOR from the 
responsibility to repair any portions where the bituminous seal coat has failed or not 
remained in place during the term of the contract and its one (1) year warranty period.  
The warranty provided by the CONTRACTOR shall be a “performance warranty” and 
shall guarantee a completed project in accordance with the plans and specifications at 
the time of acceptance and final payment and for one (1) year after the time of 
acceptance and final payment.  The CONTRACTOR shall provide this warranty 
regardless of fault or the cause of such failure except for damage caused by a third 
party through no fault of the CONTRACTOR.  The ENGINEER’s representative and a 
representative of the CONTRACTOR shall review this project prior to the one (1) year 
warranty period expiration and determine any areas to be repaired.  Acceptance of the 
project shall be deemed to be “final” at the expiration of the warranty period. 
 
403.4  MEASUREMENT AND PAYMENT 
 
403-4.1  BITUMINOUS SEAL COAT.  Bituminous material and cover aggregate shall 
be measured and paid by the square yard (SY) at the unit price bid for Subsection 403-
4.1 “Bituminous Seal Coat" complete, in place, and accepted by the ENGINEER. 
 
403-4.2  BLOTTER SAND.  Blotter sand shall be measured by the ton and paid for at 
the unit price bid for "Blotter Sand" complete, in place, and accepted by the ENGINEER. 
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SECTION 404 – MILLING PAVEMENT SURFACE 

 

404-1 DESCRIPTION 
 
This work consists of improving the profile, cross slope, and surface texture of an 
existing pavement surface. 
 
404-2 EQUIPMENT 
 
The equipment for milling and texturing the pavement shall be a power-operated, self-
propelled planer or grinder capable of removing pavement surface to the required 
depth, profile, cross slope, and surface texture.  The machine shall be capable of 
accurately establishing profile grades by reference to the existing pavement or from an 
independent grade control, and shall positively control the cross slope.  The machine 
shall be of size, shape, and dimensions which do not interfere with safe traffic passage 
adjacent to the work.  The milling head shall have a minimum width of 8 feet.  The 
machine shall have a control system to automatically control the elevation and 
transverse slope of the milling head.  A 15-foot minimum length skid, rolling 
straightedge, or other approved device shall be used to establish the grade reference 
for control of the milling head.  The system shall permit the grade preference device to 
operate on either side of the milling machine and shall maintain the desired transverse 
slope regardless of changes in the elevation of the milling head. 
 
Conveyors capable of side, rear, or rear on front loading shall be provided with the 
necessary equipment to transfer the milled material from the roadway to a truck. 
 
404-3 CONSTRUCTION REQUIREMENTS 
 
The milling shall be started at the centerline of the pavement and proceed on a 
longitudinal line parallel to the centerline.  Succeeding passes shall progress toward the 
outer edge of the pavement unless a different sequence of operation is permitted by the 
ENGINEER.  The CONTRACTOR shall make every effort to complete the milling 
operations on the full width of each street so that it is open to traffic at the end of each 
day, unless otherwise approved by the ENGINEER.  The milled depth shall be gradually 
tapered to the original pavement surface prior to opening to traffic.  Before overlaying, 
the gradual taper to the original pavement surface shall be milled out transversely to 
produce a vertical cut.   
 
The completed milled surface shall be free from transverse and longitudinal 
irregularities exceeding 1/4 inch when measured with a 10-foot straightedge.   
 
In areas that have existing detector loops or microprobes, these loops or probes may be 
damaged or removed by the milling operations.   
 
The CONTRACTOR shall clean the milled surface by brooming and remove all 
equipment and materials prior to opening to traffic. 
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The CONTRACTOR shall salvage the milled material for the CITY and stockpile as 
indicated on the plans.  All equipment necessary for stockpiling milled material will be 
furnished by the CONTRACTOR. 
 
Machine exhaust shall not damage or scorch any parts of trees. 
 
The CONTRACTOR shall mill around appurtenances such as manhole and valve box 
castings without removing those appurtenances.  If any asphalt remains on the face of 
the exposed curb and gutter section or radii around appurtenances, it must be removed 
to a depth of the milled surface.  Appurtenances in the driving lanes shall be wedged 
with asphalt millings which shall be removed prior to the overlay.  Appurtenances not 
wedged shall be marked with a Type II barricade.  The measurement and payment will 
be in conjunction with the milling pavement surfacing. 
 
404-4 MEASUREMENT AND PAYMENT 
 
404-4.1  MILLING PAVEMENT SURFACE.  Milling Pavement Surface shall be 
measured to the nearest 0.1 ton of material weighed and placed in an approved 
stockpile complete, in place, and accepted by the ENGINEER.  Loading, hauling, and 
stockpiling will not be measured and will be considered incidental to "Milling Pavement 
Surface."  The labor, equipment, brooming, and cleaning before and after milling, water 
used in milling, and deposit of the milled material in a hauling unit will not be measured 
for payment, but will be considered incidental to "Milling Pavement Surface." 
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SECTION 405 – CRACK TREATMENTS 
 
405-1  DESCRIPTION 
 
This work shall consist of applying a crack sealant material into or above existing cracks 
to prevent the intrusion of water and incompressible material into the cracks and to 
reinforce the adjacent pavement.  There are two methods of crack treatments: crack 
sealing and crack filling.  The ENGINEER shall determine which cracks are candidates 
for which method of crack treatment. 
 
405-2 METHODS 
 
405-2.1  CRACK SEALING.  This method of crack treatment shall be utilized when the 
crack shows significant signs of vertical or horizontal movement, or where crack edges 
may exhibit edge deterioration or displacement. 
 
405-2.2  CRACK FILLING.  This method of crack treatment shall be utilized when the 
crack shows very little sign of vertical or horizontal movement.   
 
405-3  MATERIALS 
 
The types of materials essentially comprise three material groups according to their 
composition and manufacturing process.  The principal material groups and types are 
as follows: 
 
1.  Cold-applied thermoplastic bituminous materials. 
 

a.  Liquid asphalt (emulsion). 
 

b.  Polymer-modified liquid asphalt. 
 
2.  Hot-applied thermoplastic bituminous materials. 
 

a. Asphalt cement. 
 

b. Fiberized asphalt. 
 

c. Rubberized asphalt. 
 

d. Low-modulus rubberized asphalt. 
 
3.  Chemically cured thermosetting materials. 
 

a. Self-leveling silicone. 
 
Asphalt cutbacks, mineral-filled asphalts, and sand-asphalt mixtures will not be 
accepted. 
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The following table shows the material types that possess most of the above properties. 
It also shows the recommended application methods and requirements for each type of 
material used.  
 

Material Type Applicable Specifications 
Recommended 
Application 

Asphalt Emulsion 
ASTMb D977, AASHTOc M140, 
ASTM D2397, AASHTO M208 

Filling 

Asphalt Cement 
ASTM D3381, AASHTO M20, 
AASHTO M226 

Filling 

Fiberized Asphalt Manufacturer’s recommended specs Filling 

Polymer-Modified 
Emulsion 

ASTM D977, AASHTO M140, ASTM 
D2397, AASHTO M208 

Filling 

Asphalt Rubber State specs, ASTM D5078 Sealing 

Rubberized Asphalt 
ASTM D1190, AASHTO M173, Fed 
SS-S-164 

Sealing 

Low-Modulus 
Rubberized Asphalt 

State-modified ASTM D3405 specs Sealing 

Self-Leveling Silicone ASTM D5893 Sealing 

              
A.  Emulsion and Asphalt Cement Sealants.  This material shall be placed flush in an 
unrouted, non-working crack. 
 
B.  Rubberized Asphalt Sealants.  This material shall be placed flush or overbanded 
in routed, working cracks. 
 
C.  Self-Leveling Silicone Sealants.  This material shall be placed recessed in routed, 
working cracks. 
 
D.  Fiberized Asphalt Sealants.  This material shall be placed overbanded in unrouted, 
working cracks. 
 
405-4  PLACEMENT CONFIGURATION 
 
Sealant and filler materials can be placed in numerous configurations.  These 
placement configurations are grouped into six categories.   
 
1.  Flush Fill.  This configuration places the material into the existing unrouted crack 
and the excess material is struck off.  Standard Detail 400-2(A) illustrates the flush fill 
method.   
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2.  Reservoir.  This configuration places the material only within the confines of the 
routed crack.  The material placed is either flush with or slightly below the pavement 
surface.  Standard Details 400-2(C) and 400-2(E) illustrate the reservoir-type method. 
 
3.  Overband.  This configuration places the material into and over an unrouted crack.  
The excess material shall then be squeegeed to straddle the crack to a minimum width 
of 1½ inches on either side.  Standard Detail 400-2(B) illustrates the overband method.   
 
4.  Combination (Reservoir and Overband).  This configuration places the material 
into and over a routed crack.  The excess material shall then be squeegeed to straddle 
the crack to a minimum width of 1½ inches on either side.  Standard Details 400-2(D) 
and 400-2(F) illustrate the combination method. 
 
5.  Bond Breaker Material.  If the crack continues below the routed crack, a bond 
breaker material, nonabsorbent closed cell, such as polyethylene foam backer rod, shall 
be placed at the reservoir bottom of a working crack prior to the sealant application.  
The backer rod prevents the sealant material from running down into the crack during 
application.  The backer rod material must be a minimum of 25 percent wider than the 
width of the crack reservoir for it to maintain its vertical position and to provide shape for 
the material.  Standard Details 400-2(E) and 400-2(F) illustrate the placement of the 
backer rod material. 
 
6.  Routed/Sawn Cracks.  Working cracks that are relatively straight and are 
accompanied by edge deterioration are candidates for crack cutting.  Crack cutting shall 
be performed in such a manner so as not to create any additional damage to the 
existing pavement.  High-production machines that follow cracks well and produce 
minimal spalls or fractures shall be equipped with controls for varying the depth of the 
cut and the width settings.  Standard Details 400-2(C) through 400-2(F) illustrate crack 
cutting dimensions. 
 
405-5  MATERIALS 
 
The crack sealant compound shall be packaged in sealed containers.  Each container 
shall be clearly marked with the name of the manufacturer, the trade name of the 
sealant, the type of sealant, the weight, the manufacturer's batch and lot number, the 
pouring temperature, and the safe heating temperature. 
 
Prior approval of any specific sealant material shall be required before it can be used on 
the project. 
 
A copy of the manufacturer's recommendations pertaining to the heating and application 
of the joint sealant material shall be submitted to the ENGINEER before the 
commencement of work.  These recommendations shall be adhered to and followed by 
the CONTRACTOR.  The temperature of the sealer in the field application equipment  
shall not exceed the safe heating temperature recommended by the manufacturer.  Any 
given quantity of material shall not be heated at the pouring temperature for more than 
six (6) hours and shall never be reheated.  Material shall not be placed if the 
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temperature is below the manufacturer's recommended minimum application 
temperature.   
 
Mixing of different manufacturers’ brands or different types of sealant shall be 
prohibited. 
 
Sealant materials may be placed during a period of rising temperature after the air 

temperature in the shade and away from artificial heat has reached 40°F and indications 
are for a continued rise in temperature.  During a period of falling temperature, the 
placement of sealant material shall be suspended when the air temperature in the 

shade and away from artificial heat reaches 40°F.  Sealants shall not be placed when 
the weather or roadbed conditions are unfavorable.   
 
405-6  CRACK TREATMENT PROCEDURES AND EQUIPMENT 
 
The following table shows the required crack treatment equipment characteristics and 
recommendations.   
 

Operation Type of Equipment Recommendations 

Crack Cutting 
(if required) 

Vertical-Spindle 
Router 

Use only with sharp carbide-tipped or diamond 
router bits 

Rotary-Impact 
Router 

Use only with sharp carbide-tipped router bits 

Random Crack Saw Use only on fairly straight cracks 
Diamond blade saw, 200-mm maximum diameter 

Crack 
Cleaning/ 
Drying 
 
 

Blowers 
(Backpack & Power- 
Driven) 

Not recommended - Insufficient blast velocity       
(60 to 100 m/s) 

Air Compressor Equipped with oil and moisture filters 
Pressure - 690 kPa minimum 
Flow - 0.07 m3/s minimum 
Velocity - 990 m/s minimum 

Hot-Air Lance Velocity - 610 m/s minimum   

Temperature - 1370°C minimum 
No direct flame on pavement 
Highly Recommended   
Velocity - 915 m/s minimum 

Temperature - 1650°C minimum 

Sandblaster Acceptable air compressor (minimum 690 kPa  
pressure and 0.07 m3/s flow) 
Minimum 25-mm-inside-diameter lines and  
6-mm-diameter nozzle 

Wirebrush Do not use with worn brushes 
Not recommended for cleaning previously-treated  
cracks as there is a tendency to smear material 

Material  Pour Pots Not recommended for production operations 
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